SUBJECT: Engineering Technical Letter (ETL) 96-4 (Change 1): Temporary Joint Sealing Details and Procedures for Pavements

1. Purpose. Short-term performance (less than two years) of pavement joint and crack repairs is acceptable in appropriate circumstances. Example: Pavement is scheduled to be abandoned in two years but must be maintained due to FOD potential from spalling. This ETL provides standard procedures and details for temporarily sealing joints and cracks in rigid pavements.

2. Application. Guidance within this ETL is optional.

2.1. Authority:
- AFM 88-6 CH7, Standard Practice for Sealing Joints and Cracks in Rigid and Flexible Pavements

2.2. Effective Date: Immediately. Remains in effect until AFM 88-6CH7 and AFP 88-71 are revised to include this information. Expires five years from date of issue.

3. Repair Procedures.

3.1. Neoprene Compression Seal (NCS) Joints.

3.1.1. Compression Seal Removed (Figures 1a and 1b).
   (a) Remove compression seal.
   (b) Remove all loose and poorly bonded concrete from the joint and joint walls.
   (c) Sandblast joint walls and bottom.
   (d) Air blow reservoir to remove debris and dry joint.
   (e) Install separating tape along joint bottom.
   (f) Prime joint reservoir walls if recommended by sealant manufacturer's published installation procedures.
   (g) Fill reservoir to within 9 millimeters (3/8 inch), plus or minus 3 millimeters (1/8 inch) of slab surface.
LOOSE, SPALLED PAVEMENT DEBRIS BOTH SIDES OF JOINT

VARIES 13 MM TO 76 MM ±
(1/2 IN. TO 3 IN. ±)
(TYPICAL 2 IN. ±)

VARIES 13 MM ±
(1/2 IN. ±)

NEOPRENE COMPRESSION SEAL

VARIES 38 ±
(1-1/2 IN. ±)

Figure 1a. Existing Spalled NCS Joint

RECESS, 9 MM ± 3 MM
(3/8 IN. ± 1/8 IN.)

JOINT SEAL

SEPARATING TAPE

Figure 1b. Repaired NCS Joint, Compression Seal Removed
3.1.2. Compression Seal In Place (Figures 2a and 2b).
(a) Remove loose or delaminated concrete by hand, chisel, or other tool as required.
(b) Air blast to a clean condition.
(c) Fill with sealant to top of existing compression seal.

Figure 2a. Existing NCS Random Spall Area

Figure 2b. Repaired NCS Random Spall Area, Compression Seal In Place
3.1.3. Section of Compression Seal Removed (Figure 3).
   (a) Cut and remove neoprene compression seal.
   (b) Remove all loose, poorly bonded, and delaminated concrete from joint and joint walls.
   (c) Sandblast joint walls and bottom.
   (d) Air blow reservoir to remove debris and dry joint.
   (e) Install separating tape along joint bottom.
   (f) Prime joint reservoir walls if recommended by sealant manufacturer’s published installation procedures.
   (g) Fill reservoir to within 9 millimeters (3/8 inch), plus or minus 3 millimeters (1/8 inch) of slab surface.

![Diagram of repaired NCS Random Spall Area, Section of NCS Removed]

3.2. Random Cracks (Figure 4a and 4b).
   (a) Rout crack with vertical spindle router or crack chasing saw. Width of cut: 13 millimeters (1/2 inch), minimum; depth of cut: 17 millimeters (5/8 inch), minimum. Vertical spindle router must be used where crack chasing saw kerf (13 millimeters [1/2-inch width]) will not remain over cracks.
   (b) Flush crack seal reservoir with high-pressure water only if wet sawing of crack reservoir is used.
   (c) Remove all loose, poorly bonded and delaminated concrete debris from crack seal reservoir (walls and bottom) by chipping with hammer or chisel.
   (d) Sandblast both walls and bottom of crack seal reservoir.
   (e) Air blow reservoir to remove debris and dry joint.
   (f) Install separating tape in bottom of crack seal reservoir.
   (g) Prime joint reservoir walls is recommended by sealant manufacturer’s published installation procedures.
   (h) Fill reservoir to within 3 millimeters (1/8 inch) to 6 millimeters (1/4 inch) of slab surface.
3.3. Field Molded Joints (Figures 5a, 5b, and 5c).

(a) Remove existing seal by saw cutting with gang of saw blades. Width of cut: one saw blade width greater than existing joint width (excluding spalls); depth of cut: 17 millimeters (5/8 inch), minimum. For joints with backer rod, remove to bottom of backer rod. Existing joint seal or expansion board below sawcut may remain in bottom of joint. Where spalling has widened the joint reservoir, sawcut width need not be expanded beyond width required for unspalled condition.

(b) Flush joint seal reservoir with high-pressure water only if wet sawing was used.

(c) Remove all loose, poorly bonded, and delaminated concrete debris from joint seal reservoir (walls and bottom) by chipping with a hammer or chisel.

(d) Sandblast both walls and bottom of joint seal reservoir.
(e) Air blow reservoir to remove debris and dry joint.
(f) Install separating tape or backer rod in bottom of joint seal reservoir. See details for proposed repair of joints.
(g) Prime joint reservoir walls if recommended by sealant manufacturer’s published installation procedures.
(h) Fill reservoir to within 3 millimeters (1/8 inch) to 6 millimeters (1/4 inch) of slab surface.

Figure 5a. Existing Spalled Field Molded Joint

Figure 5b. Resealed Field Molded Joint With Separating Tape
3.4. Partial Depth Joints (Figures 6a and 6b).
(a) Make vertical sawcut 51 millimeters (2 inches) deep, approximately 76 millimeters (3 inches) from distressed area. Overlap corner sawcuts by 25 millimeters (1 inch), minimum.
(b) Remove all concrete and loose material within the sawed area to sound concrete (76 millimeters [3 inches] minimum depth).
(c) Use a separating medium to maintain and protect joints.
(d) Use bonding agent to insure good contact between the pavement, and patch as recommended by manufacturer's instructions.
(e) Apply patch.
(f) Apply curing compound to the patch surface if recommended by manufacturer's instructions.
(g) After patch has cured, clean joint and apply joint sealant.
4. **Point of Contact**: Mr. Jim Greene, HQ AFCESA/CESC, DSN 523-6334.
DISTRIBUTION LIST

DEPARTMENT OF DEFENSE

Defense Commissary Service
Director of Facilities
Bldg 8400
Lackland AFB TX 78236-5000

Defense Technical Information Center
ATTN: DTIC-FDA
Alexandria VA 22034-6145

AAFES/ATTN: CFE
PO Box 660320
Dallas TX 75266-0320

SPECIAL INTEREST ORGANIZATIONS

IHS (S. Carter)
15 Inverness Way East Stop A-111
Englewood CO 80112

Construction Criteria Database
National Institute of Bldg Sciences
1201 L Street NW, Suite 400
Washington DC 20005