GENERAL NOTES

A. LIGHT SWITCHES AT ROOM ENTRANCE AND BATHROOM SHALL BE BACKLIT WIDE ROCKER TYPE SWITCHES.

B. REFER TO SHEET E-001 FOR SYMBOLS AND ABBREVIATIONS. REFER TO SHEET E-701 FOR LIGHT FIXTURE SCHEDULE.

KEYED NOTES

1. PROVIDE A WALL MOUNTED 15-20 MINUTE TIMER SWITCH FOR A HEAT LAMP FIXTURE.

2. NUTONE HEAT-A-LIGHT HAS A TOTAL WATTAGE OF 1667 WATTS. FINAL LOCATION OF FIXTURE TO BE FIELD COORDINATED BY CONTRACTOR.

3. VANITY LIGHT FIXTURE SHALL BE CENTERED ABOVE SINK.

LIGHTING - STANDARD AND ACCESSIBLE GUEST ROOM

SCALE(S) AS NOTED ON THIS SHEET ARE BASED ON A FULL SIZE 22X34 SHEET

NOT FOR CONSTRUCTION

AIR FORCE CENTER FOR ENGINEERING AND FACILITIES DYNAMIC PROTOTYPES DESIGN FOR:

VISITING QUARTERS

100% FINAL DESIGN

Drawing Title: LIGHTING - STANDAND ACCESSIBLE GUEST ROOM

Drawing No.: F260132

Date: 25 JANUARY 2012

Designed By: Jacobs Project No.: Checked By: Jacobs

Drawn By: Checked By: Jacobs

911 Central Parkway St. Justin Cove San Antonio, TX 78233

Jacobs Project No.: F260132

Drawing Title: LIGHTING - STANDARD AND ACCESSIBLE GUEST ROOM

Drawing No.: F260132

Date: 25 JANUARY 2012

Designed By: Jacobs Project No.: Checked By: Jacobs

Drawn By: Checked By: Jacobs

501 North Broadway, St. Louis, Missouri 63102-2121

AIR FORCE CENTER FOR ENGINEERING AND FACILITIES DYNAMIC PROTOTYPES DESIGN FOR:

VISITING QUARTERS

100% FINAL DESIGN

Drawing Title: LIGHTING - STANDAND ACCESSIBLE GUEST ROOM

Drawing No.: F260132

Date: 25 JANUARY 2012

Designed By: Jacobs Project No.: Checked By: Jacobs

Drawn By: Checked By: Jacobs

911 Central Parkway St. Justin Cove San Antonio, TX 78233

Jacobs Project No.: F260132

Drawing Title: LIGHTING - STANDAND ACCESSIBLE GUEST ROOM

Drawing No.: F260132

Date: 25 JANUARY 2012

Designed By: Jacobs Project No.: Checked By: Jacobs

Drawn By: Checked By: Jacobs

501 North Broadway, St. Louis, Missouri 63102-2121

AIR FORCE CENTER FOR ENGINEERING AND FACILITIES DYNAMIC PROTOTYPES DESIGN FOR:

VISITING QUARTERS

100% FINAL DESIGN

Drawing Title: LIGHTING - STANDAND ACCESSIBLE GUEST ROOM

Drawing No.: F260132

Date: 25 JANUARY 2012

Designed By: Jacobs Project No.: Checked By: Jacobs

Drawn By: Checked By: Jacobs

911 Central Parkway St. Justin Cove San Antonio, TX 78233

Jacobs Project No.: F260132

Drawing Title: LIGHTING - STANDAND ACCESSIBLE GUEST ROOM

Drawing No.: F260132

Date: 25 JANUARY 2012

Designed By: Jacobs Project No.: Checked By: Jacobs

Drawn By: Checked By: Jacobs

501 North Broadway, St. Louis, Missouri 63102-2121

AIR FORCE CENTER FOR ENGINEERING AND FACILITIES DYNAMIC PROTOTYPES DESIGN FOR:

VISITING QUARTERS

100% FINAL DESIGN

Drawing Title: LIGHTING - STANDAND ACCESSIBLE GUEST ROOM

Drawing No.: F260132

Date: 25 JANUARY 2012

Designed By: Jacobs Project No.: Checked By: Jacobs

Drawn By: Checked By: Jacobs

911 Central Parkway St. Justin Cove San Antonio, TX 78233

Jacobs Project No.: F260132

Drawing Title: LIGHTING - STANDAND ACCESSIBLE GUEST ROOM

Drawing No.: F260132

Date: 25 JANUARY 2012

Designed By: Jacobs Project No.: Checked By: Jacobs

Drawn By: Checked By: Jacobs

501 North Broadway, St. Louis, Missouri 63102-2121
GENERAL NOTES
A. LIGHT SWITCHES AT ROOM ENTRANCE AND BATHROOM SHALL BE BACKLIT WIDE ROCKER TYPE SWITCHES.
B. REFER TO SHEET E-001 FOR SYMBOLS AND ABBREVIATIONS. REFER TO SHEET E-701 FOR LIGHT FIXTURE SCHEDULE.

KEYED NOTES
1. PROVIDE A WALL MOUNTED 15-20 MINUTE TIMER SWITCH FOR A HEAT LAMP FIXTURE.
2. NUTONE HEAT-A-LIGHT HAS A TOTAL WATTAGE OF 1667 WATTS. FINAL LOCATION OF FIXTURE TO BE FIELD COORDINATED BY CONTRACTOR.
3. VANITY LIGHT FIXTURE SHALL BE CENTERED ABOVE SINK.

LIGHTING - SUITE AXON

LIGHTING - SUITE

LIGHTING - ACCESSIBLE SUITE

LIGHTING - ACCESSIBLE SUITE AXON

NOT FOR CONSTRUCTION

501 North Broadway, St. Louis, Missouri 63102-2121

AIR FORCE CENTER FOR ENGINEERING AND FACILITIES DYNAMIC PROTOTYPES DESIGN FOR:

VISITING QUARTERS

100% FINAL DESIGN

SCALE(S) AS NOTED ON THIS SHEET ARE BASED ON A FULL SIZE 22X34 SHEET
GENERAL NOTES

A. RECEPTACLES ARE TO BE MOUNTED AT 18" AFF UNLESS OTHERWISE NOTED.
B. ALL RECEPTACLES SHALL BE ARC-Fault Circuit-Interrupter Type EXCEPT WHEN LOCATED IN KITCHENS, BATHROOMS, AND OUTDOOR AREAS.
C. REFER TO SHEET E-001 FOR SYMBOLS AND ABBREVIATIONS. REFER TO SHEET E-701 FOR LIGHT FIXTURE SCHEDULE.

KEYED NOTES

1. FIELD COORDINATE FINAL LOCATION AND HEIGHT OF POWER RECEPTACLE, CATV PORT, AND DATA DROP WITH FINAL LOCATION OF TELEVISION SET.
GENERAL NOTES
A. RECEPTACLES ARE TO BE MOUNTED AT 18" AFF UNLESS OTHERWISE NOTED.
B. ALL RECEPTACLES SHALL BE ARC-Fault Circuit-Interrupter Type EXCEPT WHEN LOCEATED IN KITCHENS, BATHROOMS, AND OUTDOOR AREAS.
C. REFER TO SHEET E-001 FOR SYMBOLS AND ABBREVIATIONS. REFER TO SHEET E-701 FOR LIGHT FIXTURE SCHEDULE.

KEYED NOTES
1. FIELD COORDINATE FINAL LOCATION AND HEIGHT OF POWER RECEPTACLE, CATV PORT, AND DATA DROP WITH FINAL LOCATION OF TELEVISION SET.
<table>
<thead>
<tr>
<th>Type</th>
<th>Description</th>
<th>Fixture Manufacturer</th>
<th>Lamp Type</th>
<th>Wattage</th>
<th>Lamp Type</th>
<th>Quantity</th>
<th>Wattage</th>
<th>Lamp Type</th>
<th>Quantity</th>
</tr>
</thead>
<tbody>
<tr>
<td>A</td>
<td>A HALO - H2731CATID-470SC 25 W CFL 1 26 W DIMMABLE RECESSED CAN</td>
<td>HALO</td>
<td>CFL</td>
<td>25 W</td>
<td>CFL</td>
<td>1</td>
<td>26 W</td>
<td>DIMMABLE</td>
<td>1</td>
</tr>
<tr>
<td>B</td>
<td>B HALO - H285E-406SC 25 W CFL 1 26 W RECESSED CAN</td>
<td>HALO</td>
<td>CFL</td>
<td>25 W</td>
<td>CFL</td>
<td>1</td>
<td>26 W</td>
<td>RECESSED</td>
<td>1</td>
</tr>
<tr>
<td>C</td>
<td>C HALO - H285E-70PS 25 W CFL 1 26 W RECESSED CAN - WET LOCATION</td>
<td>HALO</td>
<td>CFL</td>
<td>25 W</td>
<td>CFL</td>
<td>1</td>
<td>26 W</td>
<td>RECESSED</td>
<td>1</td>
</tr>
<tr>
<td>D</td>
<td>D SHAPER - 603-CFL/4/13-120-SC 52 W CFL 4 13 W VANITY LIGHT FIXTURE</td>
<td>SHAPER</td>
<td>CFL</td>
<td>52 W</td>
<td>CFL</td>
<td>4</td>
<td>13 W</td>
<td>VANITY</td>
<td>4</td>
</tr>
<tr>
<td>E</td>
<td>E NUTONE - 9960 100 W A-19 1 100 W FAN FORCED HEATER WITH LIGHT</td>
<td>NUTONE</td>
<td>A-19</td>
<td>100 W</td>
<td>FAN</td>
<td>1</td>
<td>100 W</td>
<td>FORCED</td>
<td>1</td>
</tr>
<tr>
<td>F</td>
<td>F HAMPTON BAY - AJ002 GM 52 W CFL 4 13 W HAMPTON BAY GARRISON CEILING FAN WITH LIGHT</td>
<td>HAMPTON BAY</td>
<td>CFL</td>
<td>52 W</td>
<td>CFL</td>
<td>4</td>
<td>13 W</td>
<td>HAMPTON</td>
<td>4</td>
</tr>
</tbody>
</table>