1.1. **Description.** A self-supported permanent structure that provides cover and protection from the elements. Examples are overhead covers located at the main gates of installations, overhead covers atop gas pumps or Army and Air Force Exchange Service (AAFES) fueling facility, Pump stations, Hydrant systems, Hydrant Buildings, Gas Stations / Dispensers, Truck Loading Facilities, Truck Offloading Facilities, Transformers, Electrical Switching Stations, R11 / Refueler Parking, covered walkways, covers over weapons cleaning areas and/or other maintenance and storage activities. The use of this category code is not intended for awnings which should be accounted for against the facility they support. This CATCODE does not include the concrete flooring (equipment pad) which should be captured separately. Internal to the structure—explosion proof lighting, electrical distribution lines, fire alarms / systems are included within this CATCODE.

1.2. A defined facility standard is not currently available for this CATCODE. By default, all requirements are user justified until a standard is established or adopted.