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Water Supply Mains.  FAC:  8421 


CATCODE: 841161 


OPR: AFCEC/COS 


OCR: AFCEC/CFT 


1.1. Description.  Water piping designed for the transfer of potable water from tanks or 


reservoirs to buildings. 


1.2. A defined facility standard is not currently available for this CATCODE.  By default, 


all requirements are user justified until a standard is established or adopted. 








Commercial Water Supply.  FAC:  8411 


CATCODE: 841162 


OPR: AFCEC/COS 


OCR: AFCEC/CFT 


1.1. Description.  Facility owned and operated by entities other than the Federal 


Government. The water is supplied for use by the Air Force. 


1.2. A defined facility standard is not currently available for this CATCODE.  By default, 


all requirements are user justified until a standard is established or adopted. 








Surface Water Supply.  FAC:  8411 


CATCODE: 841163 


OPR: AFCEC/COS 


OCR: AFCEC/CFT 


1.1. Description.  A source of water that is or can be treated to be safe for drinking. 


1.2. A defined facility standard is not currently available for this CATCODE.  By default, 


all requirements are user justified until a standard is established or adopted. 












 


Water Supply Treatment Facility.  FAC: 8412 


CATCODE: 841165 


OPR: AFCEC/COS 


OCR: AFCEC/CFT 


1.1. Description.  See UFC 3-230-08A, Water Supply: Water Treatment. 


1.2. Requirements Determination.  Determine requirements according to UFC 3- 


230-08A. 


1.3. Scope Determination.  See UFC 3-230-08A. 


1.4. Dimensions.  See UFC 3-230-08A. 


1.5. Design Considerations.  See UFC 3-230-08A. 
 








Water Well.  FAC:  8414 


CATCODE: 841166 


OPR: AFCEC/COS 


OCR: AFCEC/CFT 


1.1. Description.  Water production wells that supply domestic or industrial water. This 


includes pumping equipment, casing, controls, and buildings. 


1.2. A defined facility standard is not currently available for this CATCODE.  By default, 


all requirements are user justified until a standard is established or adopted. 








Water Storage Reservoir.  FAC:  8443 


CATCODE: 841425 


OPR: AFCEC/COS 


OCR: AFCEC/CFT 


1.1. Description.  Surface water impoundment area or basin constructed for this purpose. 


The facility is used to store water for domestic, industrial, or recreational purposes. 


1.2. A defined facility standard is not currently available for this CATCODE.  By default, 


all requirements are user justified until a standard is established or adopted. 








 


Water Tank Storage.  FAC: 8413 


CATCODE: 841427 


OPR: AFCEC/COS 


OCR: AFCEC/CFT 


1.1. Description.  See UFC 3-230-09A, Water Supply: Water Storage. 


1.2. Requirements Determination.  Determine requirements according to UFC 3- 


230-09A. 


1.3. Scope Determination.  See UFC 3-230-09A. 


1.4. Dimensions.  See UFC 3-230-09A. 


1.5. Design Considerations.  See UFC 3-230-09A. 


 








 


Water Distribution Mains.  FAC: 8421 


CATCODE: 842245 


OPR: AFCEC/COS 


OCR: AFCEC/CFT 


1.1. Description.  See UFC 3-230-10A, Water Supply: Water Distribution. 


1.2. Requirements Determination.  Determine requirements according to UFC 3- 


230-10A. 


1.3. Scope Determination.  See UFC 3-230-10A. 


1.4. Dimensions.  See UFC 3-230-10A. 


1.5. Design Considerations.  See UFC 3-230-10A. 


 








Water Pump Station, Potable.  FAC:  8422 


CATCODE: 842249 


OPR: AFCEC/COS 


OCR: AFCEC/CFT 


1.1. Description.  Station with a water pump that transfers either domestic or industrial 


water. 


1.2. A defined facility standard is not currently available for this CATCODE.  By default, 


all requirements are user justified until a standard is established or adopted. 








Fire Protection Water Mains.  FAC: 8432 


CATCODE: 843314 


OPR: AFCEC/COS 


OCR: AFCEC/CFT
1.1. Description.  See UFC 3-600-01, Fire Protection Engineering for Facilities, 


and UFC 3-230-10A, Water Supply: Water Distribution. 


1.2. Requirements Determination. Contact OPR for latest requirements and guidance. 


1.3. Scope Determination.  Contact OPR for latest requirements and guidance. 


1.4. Dimensions.  Contact OPR for latest requirements and guidance. 


1.5. Design Considerations.  Contact OPR for latest requirements and guidance. 








Fire Hydrants.  FAC: 8929 


CATCODE: 843315 


OPR: AFCEC/COS 


OCR: AFCEC/CFT
1.1. Description.  See UFC 3-600-01, Fire Protection Engineering for Facilities. 


1.2. Requirements Determination.  Ensure supply for fire protection is available 


within specified distances of all building, structures, open storage, material, parked motor 


vehicles and aircraft, fuel handling points, etc., as prescribed in UFC 3-600-01 and UFC 


3-230-10A, Water Supply: Water Distribution. The following exceptions may be made. 


1.2.1. Where location of facilities makes installation of a permanent water supply 


system unfeasible from an engineering standpoint. 


1.2.2. For isolated areas normally requiring such protection but where infrequent use 


does not warrant permanent installation of a water supply system. 


1.2.3. For designated ammunition and similar ordnance material, and underground 


fuel storage areas, which may be isolated; where explosives are in properly 


designed magazines or stores in an orderly manner in open dumps in accordance with 


prescribed ordnance material safety standards. 


1.3. Scope Determination.  Contact OPR for latest requirements and guidance. 


1.4. Dimensions.  Contact OPR for latest requirements and guidance. 


1.5. Design Considerations.  Contact OPR for latest requirements and guidance. 








Water Fire Pumping Station.  FAC:  8434 


CATCODE: 843316 


OPR: AFCEC/COS 


OCR: AFCEC/CFT 


1.1. Description.  See UFC 3-600-01, Fire Protection Engineering for Facilities. 


1.2. Requirements Determination.  Contact OPR for latest requirements and guidance. 


1.3. Scope Determination.  Contact OPR for latest requirements and guidance. 


1.4. Dimensions.  Contact OPR for latest requirements and guidance. 


1.5. Design Considerations.  Contact OPR for latest requirements and guidance. 








Fire Protection Water Storage.  FAC:  8435 


CATCODE: 843319 


OPR: AFCEC/COS 


OCR: AFCEC/CFT
1.1. Description.  See UFC 3-600-01, Fire Protection Engineering for Facilities. 


1.2. Requirements Determination.  Contact OPR for latest requirements and guidance. 


1.3. Scope Determination.  Contact OPR for latest requirements and guidance. 


1.4. Dimensions.  Contact OPR for latest requirements and guidance. 


1.5. Design Considerations.  Contact OPR for latest requirements and guidance. 








Water Supply Storage, Non-Potable.  FAC:  8442 


CATCODE: 844367 


OPR: AFCEC/COS 


OCR: AFCEC/CFT
1.1. Description.  See UFC 3-230-09A, Water Supply: Water Storage. 


1.2. Requirements Determination.  Contact OPR for latest requirements and guidance. 


1.3. Scope Determination.  Contact OPR for latest requirements and guidance. 


1.4. Dimensions.  Contact OPR for latest requirements and guidance. 


1.5. Design Considerations.  Contact OPR for latest requirements and guidance. 








Water Supply Non-Potable.  FAC:  8441 


CATCODE: 844368 


OPR: AFCEC/COS 


OCR: AFCEC/CFT
1.1. Description.  See UFC 3-230-09A, Water Supply: Water Storage. 


1.2. Requirements Determination.  Contact OPR for latest requirements and guidance. 


1.3. Scope Determination.  Contact OPR for latest requirements and guidance. 


1.4. Dimensions.  Contact OPR for latest requirements and guidance. 


1.5. Design Considerations.  Contact OPR for latest requirements and guidance. 








Water Pump Station Non-Potable.  FAC:  8452 


CATCODE: 845201 


OPR: AFCEC/COS 


OCR: AFCEC/CFT
1.1. Description.  See UFC 3-230-10A, Water Supply: Water Distribution. 


1.2. Requirements Determination.  Contact OPR for latest requirements and guidance. 


1.3. Scope Determination.  Contact OPR for latest requirements and guidance. 


1.4. Dimensions.  Contact OPR for latest requirements and guidance. 


1.5. Design Considerations.  Contact OPR for latest requirements and guidance. 












Category Group 84, Water. 


Overview 


1.1.  Water Facilities. Site facilities in compliance with explosive safety standards of 


DoD 6055.9-Std and AFMAN 91-201. Refer to AFI 32-1067; AFI 32-7041; UFC 


3-230-07A, Water Supply: Sources and General Considerations; UFC 3-230-08A, 


Water Supply: Water Treatment; UFC 3-230-09A, Water Supply: Water Storage; UFC 


3-230-10A, Water Supply: Water Distribution; UFC 3-230-11A, Water Supply for 


Special Projects; and UFC 3-230- 13A, Water Supply: Pumping Stations for 


requirements guidance for water facilities. 





