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SUBJECT: Revised Electrification Policy. 
 
CATEGORY: Directive and Policy.  
 
1. References: 

a. Updated Army Electrification Guidance for Military Construction (MILCON) and 
Sustainment, Restoration and Modernization (SRM) Projects, 5 March 2025. 

b. Presidential Executive Order 14154: Unleashing American Energy, 20 January 2025. 

c. Presidential Executive Order 14148: Initial Rescissions of Harmful Executive Orders and 
Actions, 20 January 2025. 

d. Army Electrification Guidance for Military Construction (MILCON) and Restoration and 
Modernization (R&M) Projects, 18 May 2023. 

e. Metrics and Standards for Energy Resilience at Military Installations, 20 May 2021. 

2. Background.   

Executive Order (E.O.) 14057 has been revoked by reference c. The Army has updated guidance 
on the Department of the Army electrification policy (reference a) in accordance with reference. 
 
3. Applicability.  This ECB applies to all Army military construction projects.  

4. Policy.    

MILCON and SRM design-bid-build projects at 35% or greater design and design-build projects 
that have proceeded beyond date of request for proposal (RFP) advertisement will retain 
electrification requirements identified in Appendix A unless an exception to policy request is 
referred to the Infrastructure Construction Committee General Officer Steering Committee for 
DASA IH&P approval. 
 
Design-bid-build projects at less than 35% design and design-build projects that have not 
proceeded beyond date of request for proposal (RFP) advertisement do not require 
electrification.  
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For design-bid-build projects prior to 35% design submittal, update the Life Cycle Cost 
Assessment to provide the most cost-effective equipment in accordance with 10 CFR 433, 10 
CFR 436, and E.O. Unleashing American Energy. The BO/AHJ is responsible for determining 
whether the project has reached 35% for FSRM projects. For USACE, the BO/AHJ is the Chief 
of Engineering and Construction at the District or Center responsible for the project. 
Exceptions to this guidance will be adjudicated by the Assistant Secretary of the Army for 
Installations, Energy and Environment, or as delegated, when a bona fide need to waive one or 
more of the above objectives has been identified by the Design and Construction Agent, and after 
it has been vetted by the Garrison Commander or equivalent and higher Headquarters. 
 
5. Date of Applicability.  This ECB is effective immediately. 

6. Update.  No additional policy updates are necessary because of these new 
requirements.  Upon expiration of this ECB, UFC 1-200-02 will reflect current guidance. 

7. Points of Contact.  HQUSACE point of contact for this ECB is Edward Citzler, CECW-EC, 
(817) 876-2294. 

 
 
 
 //S// 
 THOMAS P. SMITH, P.E., PMP, SES 
 Chief, Engineering and Construction  
 U.S. Army Corps of Engineers 
 
 
 
Encl.  
Attachment A – ECB 2023-08 rev 1 Electrification, Decarbonization, and Executive Order 
14057. 
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SUBJECT: Electrification, Decarbonization, and Executive Order 14057. 
 
CATEGORY: Directive and Policy.  
 
1. References: 


a. Implementing Instructions for Executive Order (EO) 14057 Catalyzing Clean Energy 
Industries and Jobs Through Federal Sustainability, August 2022 
https://wbdg.org/ffc/dod/tri-services-sustainability-program/policy-mandates 


b. Electrification of Standard Building Operations Department of Defense (DoD) Memo, 29 
March 2023 
https://wbdg.org/ffc/dod/tri-services-sustainability-program/policy-mandates 


c. Army Electrification Guidance for Military Construction (MILCON) and Restoration and 
Modernization (R&M) Projects, 18 May 2023 
https://wbdg.org/ffc/dod/tri-services-sustainability-program/policy-mandates  


d. Metrics and Standards for Energy Resilience at Military Installations, 20 May 2021 
https://www.acq.osd.mil/eie/Downloads/IE/Metrics%20and%20Standards%20for%20Energy%2
0Resilience%2020%20May%202021.pdf 


e. US Army Corps of Engineers (USACE) Engineering and Construction Bulletin (ECB) 
2021-5 (Revision 1) Interpretation Of Unified Facilities Criteria (UFC) 1-200-01, Delegation Of 
Building Official/Authority Having Jurisdiction (BO/AHJ) Responsibilities, And 
Waiver/Exemption/Equivalency Approvals -- Category: Directive And Policy, 03 August 2023 
https://wbdg.org/ffc/dod/engineering-and-construction-bulletins-ecb/usace-ecb-2021-5 


f. Whole Building Design Guide DoD Unified Facilities Program Website 
https://wbdg.org/ffc/dod 


2. Purpose.  This ECB provides information on EO 14057 Catalyzing Clean Energy Industries 
and Jobs through Federal Sustainability (ref a), the Electrification of Standard Building 
Operations DoD Memo (ref b), and Army Electrification Guidance for MILCON Projects (ref c). 


3. Applicability.  This ECB applies to all Military Army projects FY26 and beyond, all projects 
as detailed in Attachment A (FY24 and FY25 Projects, Electrification Implementation) and all 
R&M projects that were not yet under design or had not issued a design build RFP as of 18 May 
2023, and all Sustainment projects that were not yet under design or had not issued a design-
build RFP as of 05 Feb 2024. In accordance with Reference b, this guidance does not apply to: 



https://wbdg.org/ffc/dod/tri-services-sustainability-program/policy-mandates

https://wbdg.org/ffc/dod/tri-services-sustainability-program/policy-mandates

https://wbdg.org/ffc/dod/tri-services-sustainability-program/policy-mandates

https://www.acq.osd.mil/eie/Downloads/IE/Metrics%20and%20Standards%20for%20Energy%20Resilience%2020%20May%202021.pdf

https://www.acq.osd.mil/eie/Downloads/IE/Metrics%20and%20Standards%20for%20Energy%20Resilience%2020%20May%202021.pdf

https://wbdg.org/ffc/dod/engineering-and-construction-bulletins-ecb/usace-ecb-2021-5

https://wbdg.org/ffc/dod
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 a. Systems and equipment where host nation requirements or agreements prohibit 
compliance. 
  


b. Systems and equipment used for unique research, or manufacturing, industrial or process 
loads for which all-electric technology is not available or its use would increase the risk to 
mission.  


 
 c. Emergency use generators provided they are not utilized for non-emergency load shedding 
or peak demand shaving. 
  


d. Fuel-based fire water pumps and other equipment used strictly for emergencies. 
 
4. Background.   


a. Reference (c) states: “Incorporate building design techniques, building features, and 
proven efficiency technologies to ensure energy and water conservation and resilience in 
accordance with Army sustainable design guidance.”  


b. Reference (b) states:  


(1) “Effective immediately, DoD Components must incorporate into building design, 
construction, repair, and operations, requirements that maximize the use of all-electric 
technologies to leverage the Department’s growing investment in microgrid technology to 
support mission assurance.” 


(2)  “For new military construction and major renovation projects that has not yet 
reached schematic design phase (up to 15 percent design), DoD Components will include in 
building designs the use of all-electric technologies for system components, including for space 
conditioning, water heating, cooking, and laundry, where market ready technologies exist.” 


(3)  “For existing buildings, DoD Components will implement the use of all-electric 
technologies where market ready technologies exist, for building system components, including 
space conditioning, water heating, cooking, and laundry systems, upon a system’s expected end 
of useful life, unexpected system failure, or when buildings will undergo major renovation where 
various system components will be replaced as part of facility restoration and modernization.” 


5. Policy.    


a. All AE-contracted projects in Attachment A not designated in the “past the point of 
implementation” column must immediately initiate any necessary contract modification to 
incorporate the requirements of this ECB.  


b. All projects in Attachment A designated “incorporate all electric technologies,” all FY26 
and later projects, and all R&M projects must incorporate into design all-electric technologies for 
system components including space conditioning, water heating, cooking, and laundry, and 
remove all fossil fuel producing equipment from design.     
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c. All projects in Attachment A designated “design to enable future electrification” must be 
designed with the necessary infrastructure to enable future electrification of building systems for 
space conditioning, water heating, cooking, and laundry.  Examples include increasing sizing of 
conduit runs, utility chases, electrical panels, and other design features that enable a building to 
convert to electric equipment with minimal disturbance to the physical building envelope.  


d. All R&M projects that had not started design as of 29 Mar 2023 and have an in-scope 
requirement to replace fossil fuel burning space conditioning, water heating, cooking, and 
laundry systems, must incorporate all electric technologies, where electric market ready systems 
exist.  


e. For all R&M projects already in design as of the 18 May 2023, issuance project 
proponents shall evaluate reasonable changes to planning and design to maximize compliance 
with the intent of this guidance, unless such changes would delay project acquisition beyond 
established deadlines. 


f. For all R&M projects that were not yet under design or have not issued a design build 
RFP as of 18 May 2023, if full compliance results in costs or mission risks that jeopardize the 
execution of the project, project proponents may modify the degree to which complete 
electrification is accomplished, provided all other requirements of applicable laws or policies are 
followed. Rationale for any such modification shall be documented in Basis of Design in 
accordance with Reference (d). Additionally, the Garrison Commander or designee must provide 
a memorandum that justifies and documents the decision to the Design and Construction Agent 
and to the DASA (IH&P).  Project proponents should help with justification memorandum and 
documentation but shall proceed with electrification of projects until a garrison commander 
signed justification memo is produced. 


g. For all Sustainment projects that were not yet under design or had not issued a design-
build RFP as of 5 Feb 2024, include all-electric technologies, where market-ready technologies 
exist, for building system components including, but not limited to, space conditioning, water 
heating, cooking, and laundry systems, upon a system’s expected end of useful life, unexpected 
system failure, or where various systems or major components will be replaced as part of the 
work. 


h. For all Sustainment projects that were not yet under design or had not issued a design-
build RFP as of 5 Feb 2024, if full compliance results in costs or mission risks that jeopardize the 
execution of the project, project proponents may modify the degree to which complete 
electrification is accomplished. Rationale for any such modification shall be documented by the 
Garrison Commander or designee in memorandum for the project record that justifies and 
documents the decision. 


i. For buildings connected to a DoD-owned, non-electric powered district plant utility, DoD 
Components may continue to use the plant through the end of its useful life or until replacement 
becomes cost effective or advantageous to the Government. Components will not refit existing 
nonelectric powered district plants to extend their useful life or increase their capacity. All new 
district plants are subject to the same electrification requirements stated above for military 
construction projects.  
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j. Consider impact of building electrification on utility systems in project planning.  Notify 
appropriate stakeholders and utility providers of electrical power requirements and any known 
utility deficiencies so that remediations may be included in the project scope or the scope of 
future infrastructure projects. 


k. HQUSACE is aware there are potential criteria conflicts; designers should do their best to 
accomplish this electrification policy in the context of existing criteria.  The UFCs and UFGSs 
will be updated as needed.  If this policy is in direct and unavoidable conflict with UFCs and 
UFGSs, please submit an exemption request to USACE Headquarters E&C per reference (e) and 
a Criteria Change Request on reference (f) website to the impacted document.  UFC 1-200-02 
High Performance Sustainable Buildings will be updated to included criteria from reference (b). 


6. Policy Exceptions.   


Exceptions to this guidance will be adjudicated by the Assistant Secretary of the Army for 
Installations, Energy and Environment, or as delegated, when a bona fide need to waive one or 
more of the above objectives has been identified by the Design and Construction Agent, and after 
it has been vetted by the Garrison Commander or equivalent and higher Headquarters. For 
example, exceptions to this guidance may be granted in climate zones where all-electric 
technologies are not currently practicable. 
 
7. Date of Applicability.  This ECB is effective immediately. 


8. Points of Contact.  HQUSACE point of contact for this ECB is Edward Citzler, CECW-EC, 
(817) 876-2294. 
 


 
//S// 


 PETE G. PEREZ, P.E. 
 Chief, Engineering and Construction  
 U.S. Army Corps of Engineers 
 
 
 
Encl.  
Attachment A – FY24 and FY25 Project Electrification Implementation 
Attachment B – Army Electrification Guidance for Military Construction (MILCON) and 
Sustainment, Restoration and Modernization (SRM) Projects, 05 FEB 2024 
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FY Installation Project Name
Notes



Incorporate 
All Electrical 
Technologies



Design To Enable 
Future 



Electrification 
Project Past Point 
Of Implemention



FY25 Ft. Meade PN 23730 Child Development Center At 35% Design x
FY25 Pulaski Barracks PN 53906 Child Development Center At 35% Design x
FY25 Ft. Irwin PN 63703 Training Support Center At 35% Design x
FY25 CCAD PN 71597 Powertrain Facility (Inspections) At 35% Design; NAVFAC DCA x
FY25 Fort Hamilton PN 75662 Child Development Center At 35% Design x
FY25 Wheeler Army Airfield PN 76898 Aircraft Maintenance Hangar At 35% Design x
FY25 Joint Base Lewis-McChord PN 80995 UEPH Barracks



At 35% Design; Mass Timber Pilot Project. 35% 
redesign starting now x



FY25 Watervliet Arsenal PN 81503 Fire Station At 35% Design x
FY25 Letterkenny Army Depot PN 86433 Missile/Munitions Distribution Facility At 35% Design x
FY25 Fort Gordon PN 88727 Cyber Instructional Fac (Clssrms/Aud At 35% Design x
FY25 Detroit Arsenal PN 93746 Manned/Unmanned Tactical Vehicle Lab At 35% Design x
FY25 Eglin AFB PN 94972 Barracks At 35% Design x
FY25 Fort Polk PN 96728 Unaccompanied Enlisted Personnel Housing (UEPH At 35% Design x
FY25 Fort Bragg PN 97211 Child Development Center At 35% Design; has Code 6 x
FY25 Fort Jackson PN 97510 Child Development Center At 35% Design x
FY25 Fort Campbell PN 99384 Automated Record Fire Range At 35% Design x
FY25 Grafenwoehr PN 100842 Underground Electric Lines At 35% Design x
FY25 West Point Military Reservation PN 101130 General Instruction Building At 35% Design x
FY25 Fort Wainwright PN 66143 Automated Multipurpose Machine Gun Range At 35% Design x
FY25 Vicenza Fam Hsg PN 92838 Family Housing Replacement Construction At 35% Design; NAVFAC DCA x
FY25 Chievres Air Base PN 93241 Family Housing New Construction At 35% Design x
FY25 Baumholder Fam Hsg PN 93304 Family Housing Replacement Construction At 35% Design x
FY25 Camp Zama Japan PN 101565 AFH Improvement Project At 35% Design; Renovation project x
FY25 Rock Island Arsenal PN 86453 Child Development Center At 35% Design x
FY25 Smith Barracks PN 98087 Barracks At 35% Design x
FY25 Joint Base Lewis-McChord PN 97462 Supply Storage Activity Warehouse At 35% Design x
FY25 Joint Base Lewis-McChord PN 97463 Secure Operations Facility Less than 15% Design x
FY25 JBMHH PN 98052 Barracks At 35% Design x
FY25 Fort Drum PN 99913 Automated Record Fire Range At 35% Design x
FY25 Camp Bull Simons PN 98090 Child Development Center At 35% Design x
FY25 Fort Leonard Wood PN 71684 AIT Barracks At 35% Design; Directed Design x
FY25 Hainerberg Hsg and Shop Ctr PN 101149 Child Development Center At 35% Design x
FY25 Shape AFH Fac PN 100209 Youth Center At 35% Design x
FY25 Fort Hood PN 91761 Vehicle Maintenance Shop-TEMF At 35% Design; Directed Design x
FY25 Fort Bragg PN 93099 Aircraft Maintenance Hangar At 35% Design x
FY25 Red River Army Depot PN 72987 Vehicle Paint & Prep Shop At 15% Design x
FY25 Smith Barracks PN 98089 Tactical Equipment Maintenance Facility At 15% Design x
FY25 Barton Barracks PN 102272 Barton Barracks UEPH At 15% Design x
FY25 Barton Barracks PN 102273 Barton Barracks UEPH At 15% Design x
FY25 Tobyhanna Army Depot PN 102929 EMF Range Expansion At 15% Design x
FY25 JBMHH PN 99223 Family Housing Improvement Construction At 35% Design Directed Design x
FY25 MOTCO PN 93343 Ammo Holding Area At 35% Design x
FY25 Ft Riley Air Traffic Control Tower At 100% Design x
FY25 Anniston Army Depot PN 96018 Component Rebuild Shop At 0% Design x
FY25 Letterkenny Army Depot PN 68976 Component Rebuild Shop At 0% Design; OTA/Net Zero/Decarb project x
FY25 Guam PN 102549 Battalion HQ At 0% Design; NAVFAC DCA x
FY25 Guam PN 104219 Tactical Sites At 0% Design; NAVFAC DCA x
FY25 Wilkes Barre, PA PN 93895 Area Maintenance Support Activity Equipment, MCAR Past 35% x
FY25 Dobbins Air Force Base PN 85736 Army Reserve Center, MCAR Past 35% x
FY25 Ft Buchanan PN 96391 Collective Training Barracks, MCAR Between 15% but less than 35% x
FY25 Defesne Supply Center Richmond PN 90034 Area Maintenance support Activity/VMS MCAR Between 15% but less than 35% x
FY25 Parks RFTA PN 103323 Advanced Skills Training Barracks, MCAR Between 15% but less than 35% x
FY25 Devens AR PN 103324 Collective Training Enlisted Barracks, MCAR Between 15% but less than 35% x
FY24 Aliamanu Military Reservation PN 103966 FY 24 Water Storage Tank No Charette, Code 1 x
FY24 Ft Bragg PN 103069 FY24 Barracks (Facility Prototyping) 0% Design, OTA Authority x



FY24 Projects All Others All FY24 AFH, MCA and MCAR projects except PN103966 and PN103069 All FY24 Have Code 6 ,7, or 7 x



FY24 and FY25 AFH, MCA and MCAR Projects-  Electrification Guideline Implementation
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SAIE-IHP 
 
 
MEMORANDUM FOR SEE DISTRIBUTION 
 
SUBJECT:  Army Electrification Guidance for Military Construction (MILCON) and  
Sustainment, Restoration and Modernization (SRM) Projects 
 
 
1. References.   
 
    a. Executive Order 14057, Catalyzing Clean Energy Industries and Jobs Through 
Federal Sustainability, 8 December 2021. 



 
b. Department of Defense Memorandum, Electrification of Standard Building 



Operations, 29 March 2023.  
 
c. Department of Defense Instruction 4170.11, Installation Energy Management, 31 



August 2018. 
 
d. Army Regulation 420-1, Army Facilities Management, 12 February 2008. 
 
e. Department of Army Pamphlet 420-11, Project Definition and Work Classification, 



18 March 2010. 
 
2.  This guidance supersedes the Deputy Assistant Secretary of the Army (Installations, 
Housing and Partnerships) (DASA(IH&P)) Memorandum, Subject: Army Electrification 
Guidance for Military Construction (MILCON) Projects, 18 May 2023 and 22 January 
2024. 
 
3.  In accordance with Reference (a), the Army is taking steps to reduce its energy 
consumption, reduce its dependence on carbon emitting energy sources, and ensure 
installation energy resilience and reliability by preparing infrastructure to connect to on-
site energy sources and Army microgrids. This electrification guidance will be codified 
as policy in an Army Directive and/or Army Regulation at a future date. 
 
4.  To implement Reference (b), effective immediately, all construction projects funded 
with MILCON and Operations and Maintenance (O&M) carried out in accordance with 
10 U.S.C. § 2805 shall comply with the following: 
 
     a. For construction projects that have not completed schematic design (up to 15 
percent design) as of 18 May 2023, include in building designs the use of all-electric 
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technologies for system components, including, but not limited to, space conditioning, 
water heating, cooking, and laundry, where market-ready technologies exist. 
 
    b. For construction projects that have completed schematic design (15% design) but 
have not completed concept design (35% design) as of 18 May 2023, include in building 
designs the necessary infrastructure to enable future electrification of building systems 
for space conditioning, water heating, cooking, and laundry. This includes, but is not 
limited to, increasing sizing of conduit runs, utility chases, and electrical panels and 
wiring to support future building electrification. 
 
5. To implement Reference (b), effective immediately, all Restoration and Modernization 
(R&M) projects shall comply with the following:  
 
    a. For all R&M projects not requiring congressional notification in accordance with 10 
U.S.C. § 2811 that are not yet under design or have not issued a design-build Request 
for Proposal (RFP) as of 18 May 2023, include all-electric technologies, where market-
ready technologies exist, for building system components including, but not limited to, 
space conditioning, water heating, cooking, and laundry systems, upon a system’s 
expected end of useful life, unexpected system failure, or where various systems or 
major components will be replaced as part of the work. 
 
    b. For all R&M projects requiring congressional notification, that are not yet under 
design or have not issued a design-build RFP as of 18 May 2023, implement the use of 
all-electric technologies where market ready technologies exist, for building system 
components, including space conditioning, water heating, cooking, and laundry 
systems, upon a system’s expected end of useful life, unexpected system failure, or 
when buildings will undergo major renovation where various system components will be 
replaced as part of facility restoration and modernization.   
 
    c. For all R&M projects already in design as of the 18 May 2023, evaluate reasonable 
changes to planning and design to maximize compliance with the intent of this 
guidance, unless such changes would delay project acquisition beyond established 
deadlines. 
 
    d. For all R&M projects that are not yet under design or have not issued a design-
build RFP, if full compliance results in costs or mission risks that jeopardize the 
execution of the project, project proponents may modify the degree to which complete 
electrification is accomplished, provided all other requirements of applicable laws or 
policies are followed. Rationale for any such modification shall be documented in Basis 
of Design in accordance with Reference (d). Additionally, the Garrison Commander or 
designee must provide a memorandum that justifies and documents the decision to the 
Design and Construction Agent and to the DASA(IH&P). 
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6. To implement Reference (b), effective immediately, all Sustainment shall comply with 
the following:  
 
    a. For all Sustainment projects that are not yet under design or have not issued a 
design-build RFP, include all-electric technologies, where market-ready technologies 
exist, for building system components including, but not limited to, space conditioning, 
water heating, cooking, and laundry systems, upon a system’s expected end of useful 
life, unexpected system failure, or where various systems or major components will be 
replaced as part of the work. 
 



b. For all Sustainment projects that are not yet under design or have not issued a 
design-build RFP, if full compliance results in costs or mission risks that jeopardize the 
execution of the project, project proponents may modify the degree to which complete 
electrification is accomplished, provided all other requirements of applicable laws or 
policies are followed and exercised with the necessary management controls in place. 
Rationale for any such modification shall be documented by the Garrison Commander 
or designee in a memorandum for the project record that justifies and documents the 
decision.  
 
7. The implementation of this guidance may increase electricity demand beyond the 
capacity of existing electrical utility infrastructure. As a result:  
 
    a. Planning and design of all projects covered by this guidance must evaluate utility 
infrastructure requirements beyond the immediate boundaries of the facility site, and 
where appropriate, incorporate necessary infrastructure improvements in the project 
scope as allowed for the project work classification (Reference e) or seek a waiver to 
the electrification requirements.  Planning and design must also strive to ensure the 
building design’s ability to achieve building energy consumption reduction mandates 
through holistic, integrated design strategies, which will reduce the building-level 
electrical demand of equipment, particularly for heating, ventilation, and cooling 
applications. 
 
    b. Installations must assess and update Master Plans and component plans to 
account for the increased energy requirements resulting from current and future year 
projects to include capital improvements to district plants.  
 
    c. In cases where the utilities are privatized, the utilities service contract with the 
privatized system owner may require modification to address any increased demand on 
or improvements needed to utilities infrastructure requirements. 
 
8. In accordance with Reference (b), this guidance does not apply to:  
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a. Systems and equipment where host nation requirements or agreements prohibit 
compliance.  
 
    b. Systems and equipment used for unique research, or manufacturing, industrial or 
process loads for which all-electric technology is not available or its use would increase 
the risk to mission. 
 
    c. Emergency use generators provided they are not utilized for non-emergency load 
shedding or peak demand shaving. 
 
    d. Fuel-based fire water pumps and other equipment used strictly for emergencies.  
 
9. In the absence of governing criteria in the Unified Facilities Criteria (UFC), 
Headquarter, U.S. Army Corps of Engineers shall publish and regularly update interim 
criteria reflecting market-ready technologies and best practices to achieve the 
objectives of this guidance, until specific criteria are incorporated into appropriate UFCs. 
 
10. Exceptions to this guidance will be adjudicated by the Assistant Secretary of the 
Army for Installations, Energy and Environment, or as delegated, when a bona fide 
need to waive one or more of the above objectives has been identified by the Design 
and Construction Agent, and after it has been vetted by the Garrison Commander or 
equivalent and higher Headquarters. For example, exceptions to this guidance may be 
granted in climate zones where all-electric technologies are not currently practicable.  
 
11. Points of contact for this action are the DASA(IH&P) Assistant for Facilities 
Resilience (703) 614-4712 and Assistant for Facilities Investments (703) 693-9919. 
 
 
      



CARLA K. COULSON 
Deputy Assistant Secretary of the Army 
    (Installations, Housing and Partnerships) 



 
DISTRIBUTION: 
Chief, Army Reserve 
Director, Army National Guard 
Commander, U.S. Army Materiel Command  
Commander, U.S. Army Installation Management Command 
Commander, U.S. Army Europe-Africa  
Commander, U.S. Army Central  
Commander, U.S. Army Pacific 
Commander, U.S. Army Corps of Engineers 
Executive Director, Office of Army Cemeteries 
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CF: 
Deputy Chief of Staff, G-9 (DAIN-OD) 
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