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* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Thi s gui de speci f i cat i on cover s t he 
r equi r ement s f or  dead- f r ont  t hr ee- phase pad- mount ed 
t r ansf or mer s f or  ext er i or  appl i cat i ons.

Use pad- mount ed t r ansf or mer s ( pr oper l y pr ot ect ed 
wi t h bayonet  t ype,  oi l - i mmer sed,  expul s i on f uses i n 
ser i es wi t h oi l - i mmer sed,  par t i al - r ange,  
cur r ent - l i mi t i ng f uses)  f or  kVA r at i ngs up t o and 
i ncl udi ng 750 kVA on 5 kV syst ems and f or  kVA 
r at i ngs up t o and i ncl udi ng 1500 kVA on 15 and 25 kV 
syst ems.

For  vol t ages above 25 kV and i n r at i ngs above t hose 
pr evi ousl y i ndi cat ed,  t hi s speci f i cat i on r equi r es 
s i gni f i cant  modi f i cat i ons and addi t i onal  
speci f i cat i on sect i ons may need t o be added on t he 
pr oj ect .

The use of  pad- mount ed t r ansf or mer s wi t h secondar y 
cur r ent s exceedi ng 2000 amper es i s di scour aged due 
t o t he s i ze and quant i t y of  secondar y conduct or s.   
Ther ef or e,  t r ansf or mer s above 750 kVA ser vi ng 
208Y/ 120 vol t  l oads and t r ansf or mer s above 1500 kVA 
ser vi ng 480Y/ 277 vol t  l oads shoul d be i n a secondar y 
uni t  subst at i on conf i gur at i on.

Cont act  t he cogni zant  EFD or  PWC f or  di r ect i on.

For  NAVFAC SE pr oj ect s,  det er mi ne t he use of  
secondar y uni t  subst at i ons on a case by case basi s.

Use t he f ol l owi ng r el at ed gui de speci f i cat i ons f or  
power  di st r i but i on equi pment :

Sect i on 26 08 00 APPARATUS I NSPECTI ON AND TESTI NG

Sect i on 26 12 21 SI NGLE- PHASE PAD- MOUNTED 
TRANSFORMERS
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Sect i on 33 71 01 OVERHEAD TRANSMI SSI ON AND 
DI STRI BUTI ON

Sect i on 26 11 14. 00 10 MAI N ELECTRI C SUPPLY STATI ON 
AND SUBSTATI ON

Sect i on 26 11 13. 00 20 PRI MARY UNI T SUBSTATI ON

Sect i on 26 11 16 SECONDARY UNI T SUBSTATI ONS

Sect i on 26 28 00. 00 10 MOTOR CONTROL CENTERS,  
SWI TCHBOARDS AND PANELBOARDS

Sect i on 26 22 00. 00 10 480- VOLT STATI ON SERVI CE 
SWI TCHGEAR AND TRANSFORMERS

Sect i on 26 23 00 SWI TCHBOARDS AND SWI TCHGEAR

Adher e t o UFC 1- 300- 02 Uni f i ed Faci l i t i es Gui de 
Speci f i cat i ons ( UFGS)  For mat  St andar d when edi t i ng 
t hi s gui de speci f i cat i on or  pr epar i ng new pr oj ect  
speci f i cat i on sect i ons.   Edi t  t hi s gui de 
speci f i cat i on f or  pr oj ect  speci f i c  r equi r ement s by 
addi ng,  del et i ng,  or  r evi s i ng t ext .   For  br acket ed 
i t ems,  choose appl i cabl e i t em( s)  or  i nser t  
appr opr i at e i nf or mat i on.

Remove i nf or mat i on and r equi r ement s not  r equi r ed i n 
r espect i ve pr oj ect ,  whet her  or  not  br acket s ar e 
pr esent .

Comment s,  suggest i ons and r ecommended changes f or  
t hi s gui de speci f i cat i on ar e wel come and shoul d be 
submi t t ed as a Cr i t er i a Change Request  ( CCR) .

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   TO DOWNLOAD UFGS GRAPHI CS

Go t o 
ht t p: / / www. wbdg. or g/ f f c/ dod/ uni f i ed- f aci l i t i es- gui de- speci f i cat i ons- uf gs/ f or ms- gr aphi cs- t abl es

Do not  i ncl ude l i s t  of  t abl es,  or  t abl es t hemsel ves,  
i n pr oj ect  speci f i cat i ons.   Use t abl es t o obt ai n 
val ues r equi r ed i n Par t  2 of  t he speci f i cat i on.

For  NAVFAC SE f aci l i t i es use Tabl e PM- 2.

  TABLE NUMBER                           TI TLE

     PM- 1            Tr ansf or mer  Loss & I mpedance Dat a -  f or  Ener gy
                           Cost  ( EC)  Less Than or  Equal  t o
                           $0. 04 ( 2 pages)

     PM- 2            Tr ansf or mer  Loss & I mpedance Dat a -  f or  Ener gy
                           Cost  ( EC)  Gr eat er  Than $0. 04 and Less Than
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  TABLE NUMBER                           TI TLE

                           or  Equal  t o $0. 08 ( 2 pages)

     PM- 3            Tr ansf or mer  Loss & I mpedance Dat a -  f or  Ener gy
                           Cost  ( EC)  Gr eat er  Than $0. 08 and Less Than
                           or  Equal  t o $0. 12 ( 2 pages)

     EC- 1            Ener gy cost s at  NAVFAC LANT Act i v i t i es
                           ( 2 pages)
* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Show t he f ol l owi ng i nf or mat i on on t he pr oj ect  
dr awi ngs:

1.   Si ngl e- l i ne di agr am showi ng pad- mount ed 
t r ansf or mer  connect or s,  i nser t s,  sur ge ar r est er s,  
swi t ches,  f uses,  cur r ent  t r ansf or mer s wi t h r at i ngs,  
and met er s as appl i cabl e.

2.   Gr oundi ng pl an.

3.   Type and number  of  cabl es,  and si ze of  
conduct or s f or  each power  c i r cui t .

4.   Tr ansf or mer  pr i mar y and secondar y vol t ages.   
( Use I EEE C57. 12. 00,  Tabl e 11( b) ,  " Desi gnat i on of  
vol t age r at i ngs of  t hr ee- phase wi ndi ngs" . )   St at e 
t he pr i mar y vol t age ( nomi nal )  act ual l y i n ser vi ce 
and not  t he vol t age cl ass.

5.   Speci al  condi t i ons,  such as al t i t ude,  
t emper at ur e and humi di t y;  exposur e t o f umes,  vapor s,  
dust ,  and gases;  and sei smi c r equi r ement s.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

PART 1   GENERAL

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   I ncl ude Sect i on 26 08 00 APPARATUS I NSPECTI ON 
AND TESTI NG on al l  pr oj ect s i nvol v i ng medi um vol t age 
and speci al i zed power  di st r i but i on equi pment .

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

Sect i on 26 08 00 APPARATUS I NSPECTI ON AND TESTI NG appl i es t o t hi s sect i on,  
wi t h t he addi t i ons and modi f i cat i ons speci f i ed her ei n.

1. 1   REFERENCES

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Thi s par agr aph i s used t o l i s t  t he 
publ i cat i ons c i t ed i n t he t ext  of  t he gui de 
speci f i cat i on.   The publ i cat i ons ar e r ef er r ed t o i n 
t he t ext  by basi c desi gnat i on onl y and l i s t ed i n 
t hi s par agr aph by or gani zat i on,  desi gnat i on,  dat e,  
and t i t l e.

Use t he Ref er ence Wi zar d' s Check Ref er ence f eat ur e 
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when you add a Ref er ence I dent i f i er  ( RI D)  out si de of  
t he Sect i on' s Ref er ence Ar t i c l e t o aut omat i cal l y 
pl ace t he r ef er ence i n t he Ref er ence Ar t i c l e.   Al so 
use t he Ref er ence Wi zar d' s Check Ref er ence f eat ur e 
t o updat e t he i ssue dat es.

Ref er ences not  used i n t he t ext  wi l l  aut omat i cal l y 
be del et ed f r om t hi s sect i on of  t he pr oj ect  
speci f i cat i on when you choose t o r econci l e 
r ef er ences i n t he publ i sh pr i nt  pr ocess.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

The publ i cat i ons l i s t ed bel ow f or m a par t  of  t hi s speci f i cat i on t o t he 
ext ent  r ef er enced.   The publ i cat i ons ar e r ef er r ed t o i n t he t ext  by t he 
basi c desi gnat i on onl y.

AMERI CAN CONCRETE I NSTI TUTE ( ACI )

ACI  318M ( 2014;  ERTA 2015)  Bui l di ng Code 
Requi r ement s f or  St r uct ur al  Concr et e & 
Comment ar y

ASTM I NTERNATI ONAL ( ASTM)

ASTM A240/ A240M ( 2023)  St andar d Speci f i cat i on f or  Chr omi um 
and Chr omi um- Ni ckel  St ai nl ess St eel  Pl at e,  
Sheet ,  and St r i p f or  Pr essur e Vessel s and 
f or  Gener al  Appl i cat i ons

ASTM C260/ C260M ( 2010a;  R 2016)  St andar d Speci f i cat i on f or  
Ai r - Ent r ai ni ng Admi xt ur es f or  Concr et e

ASTM D92 ( 2012a)  St andar d Test  Met hod f or  Fl ash and 
Fi r e Poi nt s by Cl evel and Open Cup Test er

ASTM D97 ( 2017b)  St andar d Test  Met hod f or  Pour  
Poi nt  of  Pet r ol eum Pr oduct s

ASTM D117 ( 2018)  St andar d Gui de f or  Sampl i ng,  Test  
Met hods,  and Speci f i cat i ons f or  El ect r i cal  
I nsul at i ng Li qui ds

ASTM D877/ D877M ( 2019)  St andar d Test  Met hod f or  Di el ect r i c 
Br eakdown Vol t age of  I nsul at i ng Li qui ds 
Usi ng Di sk El ect r odes

ASTM D923 ( 2007)  St andar d Pr act i ce f or  Sampl i ng 
El ect r i cal  I nsul at i ng Li qui ds

ASTM D971 ( 2020)  St andar d Test  Met hod f or  
I nt er f aci al  Tensi on of  I nsul at i ng Li qui ds 
Agai nst  Wat er  by t he Ri ng Met hod

ASTM D974 ( 2014;  E 2016)  St andar d Test  Met hod f or  
Aci d and Base Number  by Col or - I ndi cat or  
Ti t r at i on

ASTM D1500 ( 2012;  R 2017)  St andar d Test  Met hod f or  
ASTM Col or  of  Pet r ol eum Pr oduct s ( ASTM 
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Col or  Scal e)

ASTM D1524 ( 2015;  R 2022)  St andar d Test  Met hod f or  
Vi sual  Exami nat i on of  Used El ect r i cal  
I nsul at i ng Li qui ds i n t he Fi el d

ASTM D1533 ( 2012)  St andar d Test  Met hod f or  Wat er  i n 
I nsul at i ng Li qui ds by Coul omet r i c Kar l  
Fi scher  Ti t r at i on

ASTM D1535 ( 2014;  R 2018)  St andar d Pr act i ce f or  
Speci f y i ng Col or  by t he Munsel l  Syst em

ASTM D1816 ( 2019)  St andar d Test  Met hod f or  Di el ect r i c 
Br eakdown Vol t age of  I nsul at i ng Li qui ds 
Usi ng VDE El ect r odes

ASTM D3487 ( 2016;  E2017)  St andar d Speci f i cat i on f or  
Mi ner al  I nsul at i ng Oi l  Used i n El ect r i cal  
Appar at us

ASTM D3612 ( 2002;  R 2017)  St andar d Test  Met hod f or  
Anal ysi s of  Gases Di ssol ved i n El ect r i cal  
I nsul at i ng Oi l  by Gas Chr omat ogr aphy

FM GLOBAL ( FM)

FM APP GUI DE ( updat ed on- l i ne)  Appr oval  Gui de 
ht t p: / / www. appr oval gui de. com/

I NSTI TUTE OF ELECTRI CAL AND ELECTRONI CS ENGI NEERS ( I EEE)

I EEE 386 ( 2016)  Separ abl e I nsul at ed Connect or  
Syst ems f or  Power  Di st r i but i on Syst ems 
Rat ed 2. 5 kV t hr ough 35 kV

I EEE C2 ( 2023)  Nat i onal  El ect r i cal  Saf et y Code

I EEE C37. 42 ( 2016)  Speci f i cat i ons f or  Hi gh- Vol t age ( > 
1000 V)  Fuses and Accessor i es

I EEE C57. 12. 00 ( 2021)  Gener al  Requi r ement s f or  
Li qui d- I mmer sed Di st r i but i on,  Power ,  and 
Regul at i ng Tr ansf or mer s

I EEE C57. 12. 28 ( 2014)  St andar d f or  Pad- Mount ed Equi pment  
-  Encl osur e I nt egr i t y

I EEE C57. 12. 34 ( 2022)  St andar d Requi r ement s f or  
Pad- Mount ed,  Compar t ment al - Type,  
Sel f - Cool ed,  Thr ee- Phase Di st r i but i on 
Tr ansf or mer s,  10 MVA and Smal l er ;  Hi gh 
Vol t age,  34. 5 kV Nomi nal  Syst em Vol t age 
and Bel ow;  Low Vol t age,  15 kV Nomi nal  
Syst em Vol t age and Bel ow

I EEE C57. 12. 38 ( 2014)  I EEE St andar d f or  Pad- Mount ed- Type,  
Sel f - Cool ed,  Si ngl e- Phase Di st r i but i on 
Tr ansf or mer s 250 kVA and Smal l er :  Hi gh 
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Vol t age,  34, 500 Gr dY/ 19 920 V and Bel ow;  
Low Vol t age,  480/ 240 V and Bel ow

I EEE C57. 12. 80 ( 2010)  St andar d Ter mi nol ogy f or  Power  and 
Di st r i but i on Tr ansf or mer s

I EEE C57. 12. 90 ( 2021)  Test  Code f or  Li qui d- I mmer sed 
Di st r i but i on,  Power ,  and Regul at i ng 
Tr ansf or mer s

I EEE C57. 98 ( 2011)  Gui de f or  Tr ansf or mer  I mpul se Test s

I EEE C57. 104 ( 2019)  I EEE Gui de f or  t he I nt er pr et at i on 
of  Gases Gener at ed i n Mi ner al  Oi l - I mmer sed 
Tr ansf or mer s

I EEE C62. 11 ( 2020)  St andar d f or  Met al - Oxi de Sur ge 
Ar r est er s f or  Al t er nat i ng Cur r ent  Power  
Ci r cui t s ( >1kV)

I EEE St ds Di ct i onar y ( 2009)  I EEE St andar ds Di ct i onar y:  Gl ossar y 
of  Ter ms & Def i ni t i ons

I NTERNATI ONAL ELECTRI CAL TESTI NG ASSOCI ATI ON ( NETA)

NETA ATS ( 2021)  St andar d f or  Accept ance Test i ng 
Speci f i cat i ons f or  El ect r i cal  Power  
Equi pment  and Syst ems

NATI ONAL ELECTRI CAL MANUFACTURERS ASSOCI ATI ON ( NEMA)

NEMA 250 ( 2020)  Encl osur es f or  El ect r i cal  Equi pment  
( 1000 Vol t s Maxi mum)

NATI ONAL FI RE PROTECTI ON ASSOCI ATI ON ( NFPA)

NFPA 70 ( 2023;  ERTA 4 2023)  Nat i onal  El ect r i cal  
Code

ORGANI SATI ON FOR ECONOMI C CO- OPERATI ON AND DEVELOPMENT ( OECD)

OECD Test  203 ( 1992)  Fi sh Acut e Toxi c i t y Test

U. S.  ENVI RONMENTAL PROTECTI ON AGENCY ( EPA)

EPA 712- C- 98- 075 ( 1998)  Fat e,  Tr anspor t  and Tr ansf or mat i on 
Test  Gui del i nes -  OPPTS 835. 3100-  " Aer obi c 
Aquat i c Bi odegr adat i on"

EPA 821- R- 02- 012 ( 2002)  Met hods f or  Measur i ng t he Acut e 
Toxi c i t y of  Ef f l uent s and Recei v i ng Wat er s 
t o Fr eshwat er  and Mar i ne Or gani sms

UNDERWRI TERS LABORATORI ES ( UL)

UL 467 ( 2022)  UL St andar d f or  Saf et y Gr oundi ng 
and Bondi ng Equi pment
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1. 2   DEFI NI TI ONS

Unl ess ot her wi se speci f i ed or  i ndi cat ed,  el ect r i cal  and el ect r oni cs t er ms 
used i n t hese speci f i cat i ons,  and on t he dr awi ngs,  ar e as def i ned i n 
I EEE St ds Di ct i onar y.

1. 3   SUBMI TTALS

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Revi ew Submi t t al  Descr i pt i on ( SD)  def i ni t i ons 
i n Sect i on 01 33 00 SUBMI TTAL PROCEDURES and edi t  
t he f ol l owi ng l i s t ,  and cor r espondi ng submi t t al  
i t ems i n t he t ext ,  t o r ef l ect  onl y t he submi t t al s 
r equi r ed f or  t he pr oj ect .   The Gui de Speci f i cat i on 
t echni cal  edi t or s have cl assi f i ed t hose i t ems t hat  
r equi r e Gover nment  appr oval ,  due t o t hei r  compl exi t y 
or  cr i t i cal i t y,  wi t h a " G. "   Gener al l y,  ot her  
submi t t al  i t ems can be r evi ewed by t he Cont r act or ' s 
Qual i t y Cont r ol  Syst em.   Onl y add a “ G”  t o an i t em,  
i f  t he submi t t al  i s  suf f i c i ent l y i mpor t ant  or  
compl ex i n cont ext  of  t he pr oj ect .

For  Ar my pr oj ect s,  f i l l  i n t he empt y br acket s 
f ol l owi ng t he " G"  c l assi f i cat i on,  wi t h a code of  up 
t o t hr ee char act er s t o i ndi cat e t he appr ovi ng 
aut hor i t y.   Codes f or  Ar my pr oj ect s usi ng t he 
Resi dent  Management  Syst em ( RMS)  ar e:   " AE"  f or  
Ar chi t ect - Engi neer ;  " DO"  f or  Di st r i ct  Of f i ce 
( Engi neer i ng Di v i s i on or  ot her  or gani zat i on i n t he 
Di st r i ct  Of f i ce) ;  " AO"  f or  Ar ea Of f i ce;  " RO"  f or  
Resi dent  Of f i ce;  and " PO"  f or  Pr oj ect  Of f i ce.   Codes 
f ol l owi ng t he " G"  t ypi cal l y ar e not  used f or  Navy,   
Ai r  For ce,  and NASA pr oj ect s.

 The " S"  c l assi f i cat i on i ndi cat es submi t t al s 
r equi r ed as pr oof  of  compl i ance f or  sust ai nabi l i t y  
Gui di ng Pr i nci pl es Val i dat i on or  Thi r d Par t y 
Cer t i f i cat i on and as descr i bed i n Sect i on 01 33 00 
SUBMI TTAL PROCEDURES.

Choose t he f i r st  br acket ed i t em f or  Navy,  Ai r  For ce 
and NASA pr oj ect s,  or  choose t he second br acket ed 
i t em f or  Ar my pr oj ect s.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

Gover nment  appr oval  i s  r equi r ed f or  submi t t al s wi t h a " G"  or  " S"  
c l assi f i cat i on.   Submi t t al s not  havi ng a " G"  or  " S"  c l assi f i cat i on ar e 
[ f or  Cont r act or  Qual i t y Cont r ol  appr oval . ] [ f or  i nf or mat i on onl y.   When 
used,  a code f ol l owi ng t he " G"  c l assi f i cat i on i dent i f i es t he of f i ce t hat  
wi l l  r evi ew t he submi t t al  f or  t he Gover nment . ]   Submi t  t he f ol l owi ng i n 
accor dance wi t h Sect i on 01 33 00 SUBMI TTAL PROCEDURES:

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   I ncl ude t he br acket ed opt i on on " CI EE and 074 
r evi ew"  f or  NAVFAC At l ant i c and NAVFAC SE pr oj ect s 
r espect i vel y.   For  ot her  pr oj ect s,  submi t t al  r evi ew 
i s per f or med by t he desi gner  of  r ecor d.   I f  
submi t t al  r evi ew by NAVFAC At l ant i c or  NAVFAC SE i s 
speci f i cal l y desi r ed,  coor di nat e t he r esponsi bl e 
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Gover nment  agency wi t h t he r espect i ve Code CI EE or  
074 dur i ng t he desi gn pr ocess.   Add appr opr i at e 
i nf or mat i on i n Sect i on 01 33 00 SUBMI TTAL PROCEDURES 
t o coor di nat e wi t h t he speci al  r equi r ement s.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

[ [ Code CI EE,  NAVFAC At l ant i c] [ Code 074,  Sout her n Di v i s i on,  Naval  
Faci l i t i es Engi neer i ng Syst ems Command]  wi l l  r evi ew and appr ove al l  
submi t t al s i n t hi s sect i on r equi r i ng Gover nment  appr oval . ]   As an 
except i on t o t hi s par agr aph,  t r ansf or mer s manuf act ur ed by ABB i n Jef f er son 
Ci t y,  MO;  by Cooper  Power  Syst ems i n Waukesha,  WI ;  by ERMCO i n Dyer sbur g,  
TN;  or  by Howar d I ndust r i es i n Laur el ,  MS need not  submi t  t he ent i r e 
submi t t al  package r equi r ement s of  t hi s cont r act .   I nst ead,  submi t  t he 
f ol l owi ng i t ems:

a.   A cer t i f i cat i on,  f r om t he manuf act ur er ,  t hat  t he t echni cal  
r equi r ement s of  t hi s speci f i cat i on ar e met .

b.   An out l i ne dr awi ng of  t he t r ansf or mer  wi t h devi ces i dent i f i ed 
( par agr aph PAD- MOUNTED TRANSFORMER DRAWI NGS,  i t em a) .

c.   ANSI  namepl at e dat a of  t he t r ansf or mer  ( par agr aph PAD- MOUNTED 
TRANSFORMER DRAWI NGS,  i t em b) .

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   The desi gner  i s r esponsi bl e f or  pr ovi di ng 
pr oper  set t i ngs f or  any secondar y over - cur r ent  
devi ce( s)  t o ensur e pr oper  pr ot ect i on of  equi pment  
and coor di nat i on wi t h t r ansf or mer  hi gh si de f uses.   
I ncl ude t he f ol l owi ng opt i on f or  t r ansf or mer s 
ser vi ng secondar y over - cur r ent  devi ces cont ai ni ng 
adj ust abl e t r i ps.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

[ d.   Manuf act ur er ' s publ i shed t i me- cur r ent  cur ves of  t he t r ansf or mer  hi gh 
si de f uses ( par agr aph PAD- MOUNTED TRANSFORMER DRAWI NGS,  i t em e) . ]

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Use " wi l l "  on al l  NAVFAC SE pr oj ect s.   
Coor di nat e wi t h par agr aph TESTS,  I NSPECTI ONS AND 
VERI FI CATI ONS.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

e.   Conduct  by t he manuf act ur er ,  r out i ne and ot her  t est s ( i n PART 2,  see 
par agr aph ROUTI NE AND OTHER TESTS and [ may] [ wi l l ]  be wi t nessed by t he 
gover nment  ( i n Par t  2,  see par agr aph TESTS,  I NSPECTI ONS AND 
VERI FI CATI ONS) .   Pr ovi de t r ansf or mer  t est  schedul e r equi r ed by 
submi t t al  i t em " SD- 11 Cl oseout  Submi t t al s" .   Pr ovi de cer t i f i ed copi es 
of  t he t est s.

f .   Pr ovi de accept ance t est  r epor t s r equi r ed by submi t t al  i t em " SD- 06 Test  
Repor t s" .

g.   Pr ovi de oper at i on and mai nt enance manual s r equi r ed by submi t t al  i t em 
" SD- 10 Oper at i on and Mai nt enance Dat a" .

SD- 02 Shop Dr awi ngs

Pad- Mount ed Tr ansf or mer  Dr awi ngs[ ;  G[ ,  [ ____] ] ]
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SD- 03 Pr oduct  Dat a

Pad- Mount ed Tr ansf or mer s[ ;  G[ ,  [ ____] ] ]

SD- 06 Test  Repor t s

Accept ance Checks And Test s[ ;  G[ ,  [ ____] ] ]

SD- 07 Cer t i f i cat es

Tr ansf or mer  Losses[ ;  G[ ,  [ ____] ] ]

SD- 09 Manuf act ur er ' s Fi el d Repor t s

Pad- mount ed Tr ansf or mer  Desi gn Test s[ ;  G[ ,  [ ____] ] ]

Pad- mount ed Tr ansf or mer  Rout i ne and Ot her  Test s[ ;  G[ ,  [ ____] ] ]

SD- 10 Oper at i on and Mai nt enance Dat a

Tr ansf or mer ( s) [ ;  G[ ,  [ ____] ] ]

SD- 11 Cl oseout  Submi t t al s

Tr ansf or mer  Test  Schedul e[ ;  G[ ,  [ ____] ] ]

War r ant y[ ;  G[ ,  [ ____] ] ]

1. 4   QUALI TY CONTROL

1. 4. 1   Pad- Mount ed Tr ansf or mer  Dr awi ngs

Submi t  pad- mount ed t r ansf or mer  dr awi ngs.   I ndi cat e on dr awi ngs,  but  not  
l i mi t  t o t he f ol l owi ng:

1. 4. 1. 1   Out l i ne Dr awi ng

An out l i ne dr awi ng,  wi t h f r ont ,  t op,  and si de vi ews.

1. 4. 1. 2   ANSI  Namepl at e Dat a

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Navy pol i cy r equi r es t hat  al l  f aci l i t i es be 
met er ed.   I f  except i on i s t aken,  coor di nat e wi t h 
par agr aphs ADDI TI ONS TO OPERATI ON AND MAI NTENANCE 
DATA and METERI NG.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

1. 4. 1. 3   El ement ar y Di agr ams and Wi r i ng Di agr ams

I ncl ude t er mi nal s i dent i f i ed of  wat t hour  met er  and cur r ent  t r ansf or mer s.

1. 4. 1. 4   One- l i ne Di agr am

I ncl udi ng swi t ch( es) ,  cur r ent  t r ansf or mer s,  met er s,  and f uses.
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1. 4. 1. 5   Ti me- cur r ent  Cur ves

Manuf act ur er ' s publ i shed t i me- cur r ent  cur ves of  t he t r ansf or mer  hi gh si de 
f uses.

1. 4. 2   Regul at or y Requi r ement s

I n each of  t he publ i cat i ons r ef er r ed t o her ei n,  consi der  t he advi sor y 
pr ovi s i ons t o be mandat or y,  as t hough t he wor d,  " must "  had been 
subst i t ut ed f or  " shoul d"  wher ever  i t  appear s.   I nt er pr et  r ef er ences i n 
t hese publ i cat i ons t o t he " aut hor i t y havi ng j ur i sdi ct i on, "  or  wor ds of  
s i mi l ar  meani ng,  t o mean t he Cont r act i ng Of f i cer .   Ensur e equi pment ,  
mat er i al s,  i nst al l at i on,  and wor kmanshi p ar e i n accor dance wi t h t he 
mandat or y and advi sor y pr ovi s i ons of  NFPA 70 unl ess mor e st r i ngent  
r equi r ement s ar e speci f i ed or  i ndi cat ed.

1. 4. 3   St andar d Pr oduct s

Pr ovi de mat er i al s and equi pment  t hat  ar e pr oduct s of  manuf act ur er s 
r egul ar l y engaged i n t he pr oduct i on of  such pr oduct s whi ch ar e of  equal  
mat er i al ,  desi gn and wor kmanshi p.   Pr ovi de pr oduct s t hat  have been i n 
sat i sf act or y commer ci al  or  i ndust r i al  use f or  t wo year s pr i or  t o bi d 
openi ng.   The t wo- year  per i od i ncl udes appl i cat i ons of  equi pment  and 
mat er i al s under  s i mi l ar  c i r cumst ances and of  s i mi l ar  s i ze.   Pr ovi de 
pr oduct s t hat  have been on sal e on t he commer ci al  mar ket  t hr ough 
adver t i sement s,  manuf act ur er s '  cat al ogs,  or  br ochur es dur i ng t he t wo- year  
per i od.   Wher e t wo or  mor e i t ems of  t he same cl ass of  equi pment  ar e 
r equi r ed,  use i t ems of  a s i ngl e manuf act ur er ;  however ,  t he component  par t s 
of  t he i t em need not  be t he pr oduct s of  t he same manuf act ur er  unl ess 
st at ed i n t hi s sect i on.

1. 4. 3. 1   Al t er nat i ve Qual i f i cat i ons

Pr oduct s havi ng l ess t han a t wo- year  f i el d ser vi ce r ecor d ar e accept abl e 
i f  a cer t i f i ed r ecor d of  sat i sf act or y f i el d oper at i on f or  not  l ess t han 
6, 000 hour s,  excl usi ve of  t he manuf act ur er s '  f act or y or  l abor at or y t est s,  
i s  f ur ni shed.

1. 4. 3. 2   Mat er i al  and Equi pment  Manuf act ur i ng Dat e

Do not  use pr oduct s manuf act ur ed mor e t han t hr ee year s pr i or  t o dat e of  
del i ver y t o s i t e,  unl ess speci f i ed ot her wi se.

1. 5   MAI NTENANCE MATERI AL SUBMI TTALS

1. 5. 1   Addi t i ons t o Oper at i on and Mai nt enance Dat a

I ncl ude t he f ol l owi ng on t he act ual  t r ansf or mer ( s)  pr ovi ded:

1. 5. 1. 1   I nst r uct i on Manual

I ncl ude per t i nent  i t ems and i nf or mat i on hi ghl i ght ed.

1. 5. 1. 2   Out l i ne Dr awi ng

I ncl ude f r ont ,  t op,  and si de vi ews.
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1. 5. 1. 3   Spar e Par t  Dat a

Pr ovi de a l i s t  of  t he r epl aceabl e spar e par t s.

1. 5. 1. 4   Rout i ne and Fi el d Accept ance Test  Repor t s

1. 5. 1. 5   Fuse Cur ves f or  Pr i mar y Fuses

1. 5. 1. 6   Wat t hour  Demand Met er ,  CT' s,  and Fuse Bl ock I nf or mat i on

1. 5. 1. 7   Act ual  Namepl at e Di agr am

1. 5. 1. 8   Mai nt enance Pr ocedur e

Pr ovi de r emoval  and i nst al l at i on i nst r uct i ons f or  t he r epl aceabl e 
component s.

1. 6   WARRANTY

Pr ovi de [ _____]  copi es of  t he war r ant y t o t he Cont r act i ng Of f i cer .   Ensur e 
t he equi pment  i t ems ar e suppor t ed by ser vi ce or gani zat i ons whi ch ar e 
r easonabl y conveni ent  t o t he equi pment  i nst al l at i on i n or der  t o r ender  
sat i sf act or y ser vi ce t o t he equi pment  on a r egul ar  and emer gency basi s 
dur i ng t he war r ant y per i od of  t he cont r act .

PART 2   PRODUCTS

2. 1   MANUFACTURED UNI TS

Pr oduct s and mat er i al s not  consi der ed t o be pad- mount ed t r ansf or mer s and 
r el at ed accessor i es ar e speci f i ed i n[  Sect i on 33 71 01 OVERHEAD 
TRANSMI SSI ON AND DI STRI BUTI ON, ] [  Sect i on 33 71 02 UNDERGROUND ELECTRI CAL 
DI STRI BUTI ON, ] [  and] [  Sect i on 26 20 00 I NTERI OR DI STRI BUTI ON SYSTEM] .

2. 1. 1   Thr ee- Phase Pad- Mount ed Tr ansf or mer s

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Use dead- f r ont  t r ansf or mer s unl ess avai l abl e 
syst em f aul t  cur r ent  exceeds equi pment  r at i ngs.   I f  
l i ve- f r ont  t r ansf or mer s ar e r equi r ed,  appr ove t hei r  
use by t he cogni zant  EFD.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

I EEE C57. 12. 34,  I EEE C57. 12. 28 and as speci f i ed her ei n.

2. 1. 1. 1   Compar t ment  Const r uct i on

[ Si ngl e compar t ment  i s Type 1 as def i ned by I EEE C57. 12. 38 wi t h combi nat i on 
hi gh-  and l ow- vol t age compar t ment .   Compar t ment  i s of  t he c l am shel l  t ype 
wi t h l ockabl e ( havi ng pad- l ocki ng pr ovi s i ons)  hi nged cover  and 
si ngl e- poi nt  l at chi ng.

] [ Separ at e t he hi gh-  and l ow- vol t age compar t ment s wi t h st eel  i sol at i ng 
bar r i er s ext endi ng t he f ul l  hei ght  and dept h of  t he compar t ment s.  
Compar t ment  door s ar e hi nged l i f t - of f  t ype wi t h st op i n open posi t i on and 
t hr ee- poi nt  l at chi ng. ]

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Cur r ent  pol i cy i s t o use oi l - i mmer sed f uses 
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i n ser i es wi t h cur r ent  l i mi t i ng f uses t o achi eve 
bet t er  pr ot ect i on and obt ai n l i f e cycl e cost  
benef i t s.   Use dr y- wel l  cani st er  f uses onl y when 
speci f i cal l y r equi r ed by t he act i v i t y.

Do not  pr ovi de st andof f  bushi ngs unl ess t hi s 
t r ansf or mer  i s t he onl y dead- f r ont  t r ansf or mer  on 
t he base.   Publ i c wor ks nor mal l y car r i es st andof f  
bushi ngs i n t hei r  vehi c l es.   Pr ovi de pr ot ect i ve caps 
when pr ovi di ng st andof f  bushi ngs and t o cover  unused 
bushi ng wel l  i nser t s when not  pr ovi di ng sur ge 
ar r est er s.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

2. 1. 1. 2   Hi gh Vol t age,  Dead- Fr ont

Ensur e t he hi gh- vol t age compar t ment  cont ai ns t he i ncomi ng l i ne,  i nsul at ed 
hi gh- vol t age l oad- br eak connect or s,  bushi ng wel l  i nser t s, [  f eed- t hr u 
i nser t s, ]  s i x hi gh- vol t age bushi ng wel l s conf i gur ed f or  l oop f eed 
appl i cat i on,  l oad- br eak swi t ch handl e( s) ,  access t o [ oi l - i mmer sed 
f uses] [ dr y- wel l  f use cani st er s] , [  dead- f r ont  sur ge ar r est er s, ]  t ap changer  
handl e,  connect or  par ki ng st ands[  wi t h i nsul at ed st andof f  bushi ngs] , [  
pr ot ect i ve caps, ]  and gr ound pad.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   The f ol l owi ng par agr aph i s based on 
200- amper e connect or s.   I f  t r ansf or mer  pr i mar y l oad 
cur r ent  i s gr eat er  t han 200 amper es or  i f  pr i mar y 
cabl e s i ze i s gr eat er  t han No.  4/ 0 AWG,  det er mi ne 
t he appr opr i at e connect or  syst em.

Por t i ons of  t he 4. 16 kV syst em at  Dam Neck,  VA and 
al l  of  t he 11. 5 kV syst em at  Nor f ol k Naval  Shi pyar d,  
VA have a f aul t  capabi l i t y  i n excess of  10, 000 
amps.   Locat i ng t he cur r ent - l i mi t i ng f uses ahead of  
t he l oad- br eak swi t ch as speci f i ed i n t hi s par agr aph 
wi l l  l i mi t  t he avai l abl e f aul t  cur r ent  t o l ess t han 
10, 000 amps.   Ther ef or e,  600 amp separ abl e i nsul at ed 
connect or s wi t h a shor t  t i me r at i ng of  25, 000 r ms 
symmet r i cal  amper es and l oad- br eak swi t ches can be 
used on pad- mount ed t r ansf or mer s i n t hese l ocat i ons.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

a.   I nsul at ed hi gh- vol t age l oad- br eak connect or s:   I EEE 386,  r at ed 
[ 15] [ _____]  kV,  [ 95] [ _____]  kV BI L.   Cur r ent  r at i ng:   200 amper es r ms 
cont i nuous.   Shor t  t i me r at i ng:   10, 000 amper es r ms symmet r i cal  f or  a 
t i me dur at i on of  0. 17 seconds.   Pr ovi de a connect or  wi t h a st eel  
r ei nf or ced hook- st i ck eye,  gr oundi ng eye,  t est  poi nt ,  and 
ar c- quenchi ng cont act  mat er i al .

b.   Bushi ng wel l  i nser t s[  and f eed- t hr u i nser t s] :   I EEE 386,  200 amper es,  
[ 15] [ _____]  kV Cl ass.   Pr ovi de a bushi ng wel l  i nser t  f or  each bushi ng 
wel l  unl ess i ndi cat ed ot her wi se. [   Pr ovi de f eed- t hr u i nser t s as 
i ndi cat ed. ]

c.   Load- br eak swi t ch

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Choose one of  t he f ol l owi ng opt i ons.
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* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

[ ( 1)  Radi al - f eed oi l - i mmer sed t ype r at ed at  [ 15] [ _____]  kV,  [ 95] [ _____]  
kV BI L,  wi t h a cont i nuous cur r ent  r at i ng and l oad- br eak r at i ng of  
[ 200] [ _____]  amper es,  and a make- and- l at ch r at i ng of  10, 000 r ms 
amper es symmet r i cal .   Locat e t he swi t ch handl e i n t he hi gh- vol t age 
compar t ment .

] [ ( 2)  Loop f eed sect i onal i zer  swi t ches:   Pr ovi de t hr ee,  t wo- posi t i on,  
oi l - i mmer sed t ype swi t ches t o per mi t  c l osed t r ansi t i on l oop f eed 
and sect i onal i z i ng.   Ensur e each swi t ch i s r at ed at  [ 15] [ _____]  
kV,  [ 95] [ _____]  kV BI L,  wi t h a cont i nuous cur r ent  r at i ng and 
l oad- br eak r at i ng of  [ 200] [ _____]  amper es,  and a make- and- l at ch 
r at i ng of  10, 000 r ms amper es symmet r i cal .   Locat e t he swi t ch 
handl es i n t he hi gh- vol t age compar t ment .   Oper at i on of  swi t ches i s 
as f ol l ows:

Ar r angement  
No.

Descr i pt i on 
of  Swi t ch 
Ar r angement

SWI TCH POSI TI ON

Li ne A Swi t ch        Li ne B Swi t ch    Tr ansf or mer  Swi t ch

Open Cl ose Open Cl ose Open Cl ose
1 Li ne A 

connect ed 
t o Li ne B 
and bot h 
l i nes 
connect ed 
t o 
t r ansf or mer

X X X

2 Tr ansf or mer  
connect ed 
t o Li ne A 
onl y

X X X

3 Tr ansf or mer  
connect ed 
t o Li ne B 
onl y

X X X

4 Tr ansf or mer  
open and 
l oop cl osed

X X X

5 Tr ansf or mer  
open and 
l oop open

X X X

] d.   Pr ovi de bayonet  t ype,  oi l - i mmer sed,  expul s i on f uses i n ser i es wi t h 
oi l - i mmer sed,  par t i al - r ange,  cur r ent - l i mi t i ng f uses.  Ensur e bayonet  
f use l i nks sense bot h hi gh cur r ent s and hi gh oi l  t emper at ur e i n or der  
t o pr ovi de t her mal  pr ot ect i on t o t he t r ansf or mer .   Coor di nat e 
t r ansf or mer  pr ot ect i on wi t h expul s i on f use cl ear i ng l ow- cur r ent  f aul t s 
and cur r ent - l i mi t i ng f use cl ear i ng hi gh- cur r ent  f aul t s beyond t he 
i nt er r upt i ng r at i ng of  t he expul s i on f use.   I n or der  t o el i mi nat e or  
mi ni mi ze oi l  spi l l s ,  i ncl ude wi t h t he bayonet  f use assembl y an oi l  
r et ent i on val ve i nsi de t he housi ng whi ch cl oses when t he f use hol der  
i s r emoved and an ext er nal  dr i p shi el d.   Conspi cuousl y di spl ay war ni ng 
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wi t hi n t he hi gh- vol t age compar t ment  caut i oni ng agai nst  r emovi ng or  
i nser t i ng f uses unl ess t he l oad- br eak swi t ch i s i n t he open posi t i on 
and t he t ank pr essur e has been r el eased.

( 1)  Bayonet  f use assembl y:   150 kV BI L.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   For  t r ansf or mer s wi t h l oop- f eed sect i onal i zer  
swi t chi ng,  del et e t he br acket ed opt i on r egar di ng 
pl acement  of  cur r ent - l i mi t i ng f uses.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

( 2)  Oi l - i mmer sed cur r ent - l i mi t i ng f uses:   I EEE C37. 42;  50, 000 r ms 
amper es symmet r i cal  i nt er r upt i ng r at i ng at  t he syst em vol t age 
speci f i ed. [   Connect  cur r ent - l i mi t i ng f uses ahead of  t he 
r adi al - f eed l oad- br eak swi t ch. ]

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   When dr y- wel l  cani st er s ar e sel ect ed,  del et e 
t he above par agr aphs on oi l - i mmer sed f uses.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

[ e.   Cur r ent - l i mi t i ng f uses,  dr y- wel l  mount :   I EEE C37. 42.   Pr ovi de f uses 
i n ai r - i nsul at ed,  oi l - seal ed,  dead- f r ont ,  non- l oad- br eak dr y- wel l  f use 
cani st er s,  on t he l oad si de of  t he l oad- br eak swi t ch ser vi ng t he 
t r ansf or mer .   I nt er l ock f use cani st er s wi t h t he l oad- br eak swi t ch so 
t hat  t he f uses may be r emoved and i nser t ed onl y when t he swi t ch i s i n 
t he " Of f "  posi t i on.   Ensur e f uses r emove t he t r ansf or mer  f r om ser vi ce 
i n case of  an i nt er nal  f aul t .   Si ze f uses t o appr oxi mat el y 150 per cent  
of  t he t r ansf or mer  pr i mar y f ul l  l oad cur r ent  r at i ng and i n accor dance 
wi t h f use manuf act ur er ' s r ecommendat i ons f or  dr y- wel l  mount i ng.   
Ensur e f uses have an i nt er r upt i ng r at i ng of  50, 000 r ms amper es 
symmet r i cal  at  t he syst em vol t age speci f i ed.   Fur ni sh a spar e f use f or  
each f use pr ovi ded.

] [ f .   Pr ovi de sur ge ar r est er s conf or mi ng t o I EEE C62. 11,  r at ed at  
[ 3] [ 6] [ 9] [ 10] [ 12] [ 15] [ _____]  kV,  f ul l y  shi el ded,  dead- f r ont ,  
met al - oxi de- var i st or ,  el bow t ype wi t h r esi st ance- gr aded gap,  sui t abl e 
f or  pl uggi ng i nt o i nser t s. [   Pr ovi de t hr ee ar r est er s f or  r adi al  f eed 
ci r cui t s. ] [   Pr ovi de [ t hr ee] [ s i x]  ar r est er s f or  l oop f eed ci r cui t s. ]

] g.   Pr ovi de a par ki ng st and near  each bushi ng wel l . [   Pr ovi de i nsul at ed 
st andof f  bushi ngs f or  par ki ng of  ener gi zed l oad- br eak connect or s on 
par ki ng st ands. ]

[ h.  Pr ot ect i ve caps:   I EEE 386,  200 amper es,  [ 15] [ 25] [ _____]  kV Cl ass.   
Pr ovi de i nsul at ed pr ot ect i ve caps ( not  shi ppi ng caps)  f or  i nsul at i ng 
and seal i ng out  moi st ur e f r om unused bushi ng wel l  i nser t s[  and 
i nsul at ed st andof f  bushi ngs] .

] 2. 1. 1. 3   Low Vol t age

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   I nst al l at i on of  c i r cui t  br eaker s i n t he 
secondar y compar t ment  i s not  r ecogni zed by ANSI  
st andar ds,  and l i mi t s accessi bi l i t y  by cover i ng 
l ugs,  gauges,  and accessor i es.   Do not  use.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
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Pr ovi de l ow- vol t age compar t ment  cont ai ni ng l ow- vol t age bushi ngs wi t h NEMA 
spade t er mi nal s,  accessor i es, [  met er i ng, ]  st ai nl ess st eel  or  l aser - et ched 
anodi zed al umi num di agr ammat i c t r ansf or mer  namepl at e,  and gr ound pad.

a.   Accessor i es i ncl ude i nsul at ed boot s,  l ow vol t age bushi ng suppor t ,  and 
f i l l  pl ug.

2. 1. 1. 4   Met er i ng

Pr ovi de met er i ng equi pment  i n accor dance wi t h Sect i on 26 27 14. 00 20 
ELECTRI CI TY METERI NG.

2. 1. 1. 5   Tr ansf or mer

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Use t he f ol l owi ng gui del i nes f or  speci f y i ng 
t r ansf or mer s.

1.   Pr evi ousl y t he use of  mi ner al  oi l  f i l l ed 
t r ansf or mer s wer e r ecommended wher ever  possi bl e.   
The r ecent  avai l abi l i t y  of  bi odegr adabl e 
l ess- f l ammabl e t r ansf or mer  l i qui ds may have al t er ed 
t hat  r ecommendat i on.   For  NAVFAC At l ant i c ,  choose 
l ess- f l ammabl e t r ansf or mer  l i qui ds as speci f i ed 
bel ow f or  al l  pr oj ect s unl ess t her e i s a speci f i c  
r equi r ement  t o do ot her wi se.   Wher e adequat e 
di st ance f r om st r uct ur es cannot  be at t ai ned,  consul t  
NAVFAC desi gn manual s and UFC 3- 600- 01,  " Desi gn:  
Fi r e Pr ot ect i on Engi neer i ng For  Faci l i t i es. "   Do not  
use Si l i con- f i l l ed and R- t emp f i l l ed t r ansf or mer s 
f or  l ess- f l ammabl e r equi r ement s.

2.   Use I EEE C57. 12. 00,  Tabl e 11( b) ,  vol t age 
desi gnat i ons,  such as " 4160 V -  480Y /  277 V" .

3.   Sel ect  i mpedance val ue i n accor dance wi t h 
t echni cal  not e under  par agr aph SPECI FI ED TRANSFORMER 
LOSSES.

4.   Del et e i nappl i cabl e sound l evel s.

5.   Del et e l ast  sent ence i f  t r ansf or mer  secondar y 
wi ndi ng i s del t a t ype.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

a.   [ Oi l - i nsul at ed] [ Less- f l ammabl e l i qui d- i nsul at ed] ,  t wo wi ndi ng,  60 
her t z,  65 degr ees C r i se above a 30 degr ees C aver age ambi ent ,  
sel f - cool ed t ype.

b.   Tr ansf or mer  i s r at ed [ _____]  kVA,  [ 95] [ 60] [ _____]  kV BI L.

c.   Tr ansf or mer  vol t age r at i ngs:   [ _____]  V -  [ _____]  V. [   For  Gr dY -  Gr dY 
t r ansf or mer s,  pr ovi de t r ansf or mer  wi t h f i ve- l egged cor e desi gn f or  
t hi r d har moni c suppr essi on. ]

d.   Ensur e t ap changer  i s an ext er nal l y oper at ed,  manual  t ype f or  changi ng 
t ap set t i ng when t he t r ansf or mer  i s de- ener gi zed.   Pr ovi de f our  2. 5 
per cent  f ul l  capaci t y t aps,  t wo above and t wo bel ow r at ed pr i mar y 
vol t age.   Ensur e t ap changer s c l ear l y i ndi cat e whi ch t ap set t i ng i s i n 
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use.

e.   Mi ni mum t est ed i mpedance cannot  be l ess t han [ _____]  per cent  at  85 
degr ees C on Thr ee- Phase t r ansf or mer s [ and [ _____]  at  85 degr ees C on 
Si ngl e- Phase t r ansf or mer s] .

f .   Ensur e audi bl e sound l evel s compl y wi t h t he f ol l owi ng:

                   kVA          DECI BELS ( MAX)

                   75                  51
                   112. 5               55
                   150                 55
                   225                 55
                   300                 55
                   500                 56
                   750                 57
                   1000                58
                   1500                60

g.   I ncl ude l i f t i ng l ugs f or  t he t r ansf or mer  and pr ovi s i ons f or  j acki ng 
under  base.   Ensur e t he t r ansf or mer  base const r uct i on i s sui t abl e f or  
usi ng r ol l er s or  ski ddi ng i n any di r ect i on.   Pr ovi de t r ansf or mer  t op 
wi t h an access handhol e. [   Conspi cuousl y di spl ay i t s kVA r at i ng on i t s 
encl osur e. ]   Ensur e t he t r ansf or mer  has an i nsul at ed l ow- vol t age 
neut r al  bushi ng wi t h NEMA spade t er mi nal ,  and wi t h r emovabl e gr ound 
st r ap.

[ 2. 1. 1. 6   Speci f i ed Tr ansf or mer  Losses

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   St eps t o speci f y i ng t r ansf or mer  l osses.

1.   Pr i nt  Tabl es PM- 1,  PM- 2,  PM- 3,  and EC- 1 as 
appl i cabl e ( di r ect i ons i ncl uded at  t he f r ont  of  t hi s 
speci f i cat i on) .

2.   Obt ai n ener gy cost  f or  t he speci f i c  act i v i t y 
f r om t he cogni zant  EFD or  PWC.   Ener gy cost s shoul d 
be based on t he cost  of  ener gy wi t hout  t he demand 
char ge f act or s scal ed i n.   Use Tabl e EC- 1 f or  ener gy 
cost s at  t he NAVFAC At l ant i c act i v i t i es i ndi cat ed.   
Use Tabl e PM- 2 f or  ener gy cost s at  al l  NAVFAC SE 
act i v i t i es.   ( Addi t i onal  t abl es wi l l  be added f or  
ot her  EFD' s as t he i nf or mat i on becomes avai l abl e. )

3.   Use Tabl es PM- 1,  PM- 2,  and PM- 3 t o speci f y 
l osses and i mpedances f or  t r ansf or mer s based on 
ener gy cost  r ange,  and t r ansf or mer  pr i mar y and 
secondar y vol t ages.

4.   Per f or m f aul t  cur r ent  cal cul at i ons t o ver i f y 
t hat  di st r i but i on equi pment  i s coor di nat ed wi t h 
i mpedance speci f i ed.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

No- l oad l osses ( NLL)  ar e [ _____]  wat t s at  20 degr ees C 68 degr ees F and 
l oad l osses ( LL)  ar e [ _____]  wat t s at  85 degr ees C 185 degr ees F.   Use t he 
val ues f or  t he speci f i ed l osses f or  compar i son wi t h t he l osses det er mi ned 
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dur i ng t he r out i ne t est s.   I f  t he r out i ne t est  val ues f or  no- l oad l osses 
exceed t he speci f i ed no- l oad l osses by mor e t han 10 per cent ,  or  t he t ot al  
l osses exceed t he speci f i ed t ot al  l osses ( sum of  no- l oad and l oad l osses)  
by mor e t han 6 per cent ,  t he t r ansf or mer  i s unaccept abl e.

Submi t  cer t i f i cat i on f r om t he manuf act ur er  i ndi cat i ng conf or mance wi t h 
r equi r ement s.

] 2. 1. 1. 7   I nsul at i ng Li qui d

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Choose one of  t he f ol l owi ng opt i ons.   For  
NAVFAC At l ant i c ,  choose l ess- f l ammabl e t r ansf or mer  
l i qui ds f or  al l  pr oj ect s unl ess t her e i s a speci f i c  
r equi r ement  t o do ot her wi se.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

[ a.   Mi ner al  oi l :   ASTM D3487,  Type I I ,  t est ed i n accor dance wi t h ASTM D117.   
Pr ovi de i dent i f i cat i on of  t r ansf or mer  as " non- PCB"  and " Type I I  
mi ner al  oi l "  on t he namepl at e.

] [ b.   Less- f l ammabl e t r ansf or mer  l i qui ds:   NFPA 70 and FM APP GUI DE f or  
l ess- f l ammabl e l i qui ds havi ng a f i r e poi nt  not  l ess t han 300 degr ees C 
572 degr ees F t est ed per  ASTM D92 and a di el ect r i c st r engt h not  l ess 
t han 33 kV t est ed per  ASTM D877/ D877M.   Pr ovi de i dent i f i cat i on of  
t r ansf or mer  as " non- PCB"  and " manuf act ur er ' s name and t ype of  f l ui d"  
on t he namepl at e.

( 1)  Pr ovi de a f l ui d t hat  i s  a bi odegr adabl e el ect r i cal  i nsul at i ng and 
cool i ng l i qui d c l assi f i ed by UL and appr oved by FM as " l ess 
f l ammabl e"  f l ui ds.   Ensur e t he f l ui d meet s t he f ol l owi ng f l ui d 
pr oper t i es:

( a)  Pour  poi nt :   ASTM D97,  l ess t han - 15 degr ee C 5 degr ees F

( b)  Aquat i c bi odegr adat i on:   EPA 712- C- 98- 075,  100 per cent

( c)  Tr out  t oxi c i t y:   OECD Test  203,  zer o mor t al i t y of  
EPA 821- R- 02- 012,  pass

] 2. 1. 1. 8   Li qui d- Fi l l ed Tr ansf or mer  Namepl at es

Pr ovi de di st r i but i on t r ansf or mer s wi t h namepl at e i nf or mat i on i n accor dance 
wi t h I EEE C57. 12. 00 and as modi f i ed or  suppl ement ed by t hi s sect i on.

2. 1. 1. 9   Cor r osi on Pr ot ect i on

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Use st ai nl ess st eel  bases and cabi net s f or  
most  appl i cat i ons.   I n host i l e envi r onment s,  t he 
addi t i onal  cost  of  t ot al l y st ai nl ess st eel  t anks and 
met er i ng may be j ust i f i ed.   Manuf act ur er ' s st andar d 
const r uct i on mat er i al  i s  accept abl e onl y i n 
noncoast al  and non- cor r osi ve envi r onment s.   Choose 
t he second br acket ed opt i on f or  host i l e envi r onment s.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

[ Pr ovi de cor r osi on r esi st ant  t r ansf or mer  cabi net s and bases f abr i cat ed of  
st ai nl ess st eel  conf or mi ng t o ASTM A240/ A240M,  Type 304 or  304L.   Base 
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i ncl udes any par t  of  pad- mount ed t r ansf or mer  t hat  i s  wi t hi n 75 mm 3- i nches 
of  concr et e pad.   Pai nt  bases,  cabi net s,  and t anks Munsel l  7GY3. 29/ 1. 5 
gr een.   Ensur e pai nt  coat i ng syst em compl i es wi t h I EEE C57. 12. 28.   The 
Munsel l  col or  not at i on i s speci f i ed i n ASTM D1535. ] [ Fabr i cat e ent i r e 
t r ansf or mer  assembl y,  i ncl udi ng t ank and r adi at or ,  base,  encl osur e,  and 
met er i ng encl osur e of  st ai nl ess st eel  conf or mi ng t o ASTM A240/ A240M,  Type 
304 or  304L.   For m encl osur e of  st ai nl ess st eel  sheet s.   Pai nt  ent i r e 
t r ansf or mer  assembl y Munsel l  7GY3. 29/ 1. 5 gr een.   Ensur e pai nt  coat i ng 
syst em compl i es wi t h I EEE C57. 12. 28.   The Munsel l  col or  not at i on i s 
speci f i ed i n ASTM D1535. ]

2. 1. 1. 10   Ar c Fl ash Exposur e Reduct i on Means

Pr ovi de addi t i onal  f eat ur es as i ndi cat ed bel ow t o r educe exposur e t o ar c 
f l ash.

a.   Addi t i onal  t r ansf or mer  r at i ng namepl at e:  I ncl ude an addi t i onal  
namepl at e,  l ocat ed out si de of  t he cabl e compar t ment  on t he hi gh 
vol t age si de of  t he t ank,  i n accor dance wi t h I EEE C57. 12. 00.  Mount  t he 
namepl at e wi t h an i ndust r i al  gr ade doubl e- si ded adhesi ve.

b.   Ext er nal  dr ai n val ve wi t h sampl er :  Pr ovi de a 25. 4 mm 1- i nch dr ai n 
val ve wi t h sampl i ng devi ce l ocat ed out si de of  t he cabl e compar t ment  on 
t he hi gh vol t age si de of  t he t ank.  Pr ot ect  t he val ve wi t h a hi nged 
cover  and padl ock pr ovi s i ons.

c.   Ext er nal  i nst r ument at i on package:  Locat e al l  gauges and 
i nst r ument at i on devi ces i nsi de a separ at e NEMA 250 Type 4 encl osur e,  
mount ed out si de t he hi gh vol t age si de of  t he t ank,  such t hat  access t o 
t hem does not  r equi r e exposur e t o any l i ve c i r cui t s.   Devi ces must  
i ncl ude t he f ol l owi ng:  l i qui d l evel  gauge,  di al - t ype t her momet er  wi t h 
maxi mum t emper at ur e i ndi cat or ,  pr essur e/ vacuum gauge,  pr essur e r el i ef  
val ve and 12. 7 mm 1/ 2- i nch f l ui d sampl i ng val ve.

2. 2   ACCESSORI ES

2. 2. 1   War ni ng Si gns

Pr ovi de war ni ng si gns f or  t he encl osur es of  pad- mount ed t r ansf or mer s 
havi ng a nomi nal  r at i ng exceedi ng 600 vol t s.   When t he encl osur e i nt egr i t y 
of  such equi pment  i s speci f i ed t o be i n accor dance wi t h I EEE C57. 12. 28,  
such as f or  pad- mount ed t r ansf or mer s,  pr ovi de sel f - adhesi ve war ni ng si gns 
on t he out si de of  t he hi gh vol t age compar t ment  door ( s) .   Pr ovi de a decal  
t ype si gn and have nomi nal  di mensi ons of  178 by 255 mm 7 by 10- i nches wi t h 
t he l egend " DANGER HI GH VOLTAGE"  pr i nt ed i n t wo l i nes of  nomi nal  50 mm 
2- i nch hi gh l et t er s.   The wor d " DANGER"  i s pr i nt ed i n whi t e l et t er s on a 
r ed backgr ound and t he wor ds " HI GH VOLTAGE"  i s pr i nt ed i n bl ack l et t er s on 
a whi t e backgr ound.   Decal  i s  Pandui t  No.  PPSO710D72 or  appr oved equal .

[ When such equi pment  i s guar ded by a f ence,  mount  s i gns on t he f ence.   
Pr ovi de met al  s i gns havi ng nomi nal  di mensi ons of  355 by 255 mm 14 by 
10- i nches wi t h t he l egend " DANGER HI GH VOLTAGE KEEP OUT"  pr i nt ed i n t hr ee 
l i nes of  nomi nal  75 mm 3- i nch hi gh whi t e l et t er s on a r ed and bl ack f i el d.

] 2. 2. 2   Gr oundi ng and Bondi ng

Ensur e equi pment  conf or ms t o UL 467.   Pr ovi de gr oundi ng and bondi ng as 
speci f i ed i n Sect i on[  33 71 02 UNDERGROUND ELECTRI CAL DI STRI BUTI ON] .
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[ 2. 2. 3   Padl ocks

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Desi gner  assur es t hat  Sect i on 08 71 00 DOOR 
HARDWARE i s i ncl uded and i s edi t ed t o i ncl ude 
padl ocks.

Do not  use t hi s par agr aph f or  NAVFAC At l ant i c 
pr oj ect s.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
Pr ovi de padl ocks f or  pad- mount ed equi pment  [ and f or  each f ence gat e] .   Key 
padl ocks [ al i ke]  [ as di r ect ed by t he Cont r act i ng Of f i cer ] .   Ensur e 
padl ocks compl y wi t h Sect i on 08 71 00 DOOR HARDWARE.

] 2. 2. 4   Cast - I n- Pl ace Concr et e

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Use t he f i r st  br acket ed par agr aph when 
pr oj ect  i ncl udes a concr et e sect i on i n Di v i s i on 3;  
ot her wi se,  t he second br acket ed par agr aph may be 
used.   Coor di nat e r equi r ement s wi t h Sect i on03 30 00 
CAST- I N- PLACE CONCRETE,   f or  ot her  pr oj ect s.   

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

[ Concr et e associ at ed wi t h el ect r i cal  wor k f or  ot her  t han encasement  of  
under gr ound duct s i s 30 MPa 4000 psi  mi ni mum 28- day compr essi ve st r engt h 
unl ess speci f i ed ot her wi se.   Ensur e al l  concr et e conf or ms t o t he 
r equi r ement s of  Sect i on 03 30 00 CAST- I N- PLACE CONCRETE f or  ot her  pr oj ect s.

]
* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

NOTE:   I f  concr et e r equi r ement s ar e det ai l ed and no 
cast - i n- pl ace sect i on i s t o be i ncl uded i n t he 
pr oj ect  speci f i cat i on,  r ef er  t o Sect i on 03 30 00 
CAST- I N- PLACE CONCRETE and sel ect  such por t i ons as 
needed t o pr ovi de compl et e r equi r ement s i n addi t i on 
t o t he r equi r ement s bel ow.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

[ Concr et e composed of  f i ne aggr egat e,  coar se aggr egat e,  por t l and cement ,  
and wat er  so pr opor t i oned and mi xed as t o pr oduce a pl ast i c,  wor kabl e 
mi xt ur e.   Fi ne aggr egat e i s of  har d,  dense,  dur abl e,  c l ean,  and uncoat ed 
sand.   The coar se aggr egat e i s wel l  gr aded f r om 4. 75 mm t o 25 mm 3/ 16 i nch 
t o 1- i nch.   Ensur e t he f i ne and coar se aggr egat es ar e f r ee f r om i nj ur i ous 
amount s of  di r t ,  veget abl e mat t er ,  sof t  f r agment s or  ot her  del et er i ous 
subst ances.   Use f r esh,  c l ean wat er ,  f r ee f r om sal t s,  al kal i ,  or gani c 
mat t er ,  and ot her  i mpur i t i es.   Concr et e associ at ed wi t h el ect r i cal  wor k 
f or  ot her  t han encasement  of  under gr ound duct s i s 30 MPa 4000 psi  mi ni mum 
28- day compr essi ve st r engt h unl ess speci f i ed ot her wi se.   Sl ump cannot  
exceed 100 mm 4- i nches.   Ret emper i ng of  concr et e wi l l  not  be per mi t t ed.   
Gi ve exposed,  unf or med concr et e sur f aces a smoot h,  wood f l oat  f i ni sh.   
Cur e concr et e f or  a per i od of  not  l ess t han seven days.   Repai r  concr et e 
made wi t h hi gh ear l y st r engt h por t l and cement  by pat chi ng honeycombed or  
ot her wi se def ect i ve ar eas wi t h cement  mor t ar  as di r ect ed by t he 
Cont r act i ng Of f i cer .   Ai r  ent r ai n concr et e exposed t o weat her  usi ng an 
ai r - ent r ai ni ng admi xt ur e conf or mi ng t o ASTM C260/ C260M.   Ensur e ai r  
cont ent  i s bet ween f our  and si x per cent .
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] 2. 3   TESTS,  I NSPECTI ONS,  AND VERI FI CATI ONS

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Use " r eser ves t he r i ght  t o"  on al l  pr oj ect s,  
except  t hose f or  NAVFAC SE.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

2. 3. 1   Tr ansf or mer  Test  Schedul e

The Gover nment  [ r eser ves t he r i ght  t o] [ wi l l ]  wi t ness t est s.   Pr ovi de 
t r ansf or mer  t est  schedul e f or  t est s t o be per f or med at  t he manuf act ur er ' s 
t est  f aci l i t y .   Submi t  r equi r ed t est  schedul e and l ocat i on,  and not i f y t he 
Cont r act i ng Of f i cer  30 cal endar  days bef or e schedul ed t est  dat e.   Not i f y 
Cont r act i ng Of f i cer  15 cal endar  days i n advance of  changes t o schedul ed 
dat e.

2. 3. 1. 1   Test  I nst r ument  Cal i br at i on

a.   The manuf act ur er  has a cal i br at i on pr ogr am whi ch assur es t hat  al l  
appl i cabl e t est  i nst r ument s ar e mai nt ai ned wi t hi n r at ed accur acy.

b.   The accur acy i s di r ect l y t r aceabl e t o t he Nat i onal  I nst i t ut e of  
St andar ds and Technol ogy.

c.   I nst r ument  cal i br at i on f r equency schedul e does not  exceed 12 mont hs 
f or  bot h t est  f l oor  i nst r ument s and l eased speci al t y equi pment .

d.   Dat ed cal i br at i on l abel s ar e v i s i bl e on al l  t est  equi pment .

e.   Cal i br at i ng st andar d i s of  hi gher  accur acy t han t hat  of  t he i nst r ument  
t est ed.

f .   Keep up- t o- dat e r ecor ds t hat  i ndi cat e dat es and t est  r esul t s of  
i nst r ument s cal i br at ed or  t est ed.   For  i nst r ument s cal i br at ed by t he 
manuf act ur er  on a r out i ne basi s,  i n l i eu of  t hi r d par t y cal i br at i on,  
i ncl ude t he f ol l owi ng:

( 1)  Mai nt ai n up- t o- dat e i nst r ument  cal i br at i on i nst r uct i ons and 
pr ocedur es f or  each t est  i nst r ument .

( 2)  I dent i f y t he t hi r d par t y/ l abor at or y cal i br at ed i nst r ument  t o 
ver i f y t hat  cal i br at i ng st andar d i s met .

2. 3. 2   Desi gn Test s

I EEE C57. 12. 00,  and I EEE C57. 12. 90.   Sect i on 5. 1. 2 i n I EEE C57. 12. 80 
st at es t hat  " desi gn t est s ar e made onl y on r epr esent at i ve appar at us of  
basi cal l y t he same desi gn. "   Submi t  desi gn t est  r epor t s ( compl et e wi t h 
t est  dat a,  expl anat i ons,  f or mul as,  and r esul t s) ,  i n t he same submi t t al  
package as t he cat al og dat a and dr awi ngs f or [  each of ]  t he speci f i ed 
t r ansf or mer ( s) .   Per f or m desi gn t est s pr i or  t o t he awar d of  t hi s cont r act .

Submi t  t est  r epor t s cer t i f i ed and si gned by a r egi st er ed pr of essi onal  
engi neer .

2. 3. 2. 1   Temper at ur e Ri se

" Basi cal l y t he same desi gn"  f or  t he t emper at ur e r i se t est  means a 
pad- mount ed t r ansf or mer  wi t h t he same coi l  const r uct i on ( such as wi r e 
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wound pr i mar y and sheet  wound secondar y) ,  t he same kVA,  t he same cool i ng 
t ype ( ONAN) ,  t he same t emper at ur e r i se r at i ng,  and t he same i nsul at i ng 
l i qui d as t he t r ansf or mer  speci f i ed.

2. 3. 2. 2   Li ght ni ng I mpul se

" Basi cal l y t he same desi gn"  f or  t he l i ght ni ng i mpul se di el ect r i c t est  
means a pad- mount ed t r ansf or mer  wi t h t he same BI L,  t he same coi l  
const r uct i on ( such as wi r e wound pr i mar y and sheet  wound secondar y) ,  and a 
t ap changer ,  i f  speci f i ed.   Desi gn l i ght ni ng i mpul se t est s i ncl udes t he 
pr i mar y wi ndi ngs onl y of  t hat  t r ansf or mer .

a.   I EEE C57. 12. 90,  par agr aph 10. 3 LI GHTNI NG I MPULSE TEST PROCEDURES and 
I EEE C57. 98.

b.   St at e t est  vol t age l evel s.

c.   Pr ovi de phot ogr aphs of  osci l l oscope di spl ay wavef or ms or  pl ot s of  
di gi t i zed wavef or ms wi t h t est  r epor t .

2. 3. 2. 3   Li f t i ng and Movi ng Devi ces

" Basi cal l y t he same desi gn"  r equi r ement  f or  t he l i f t i ng and movi ng devi ces 
t est  means a t est  r epor t  conf i r mi ng t hat  t he l i f t i ng devi ce bei ng used i s 
capabl e of  handl i ng t he wei ght  of  t he speci f i ed t r ansf or mer  i n accor dance 
wi t h I EEE C57. 12. 34.

2. 3. 2. 4   Pr essur e

" Basi cal l y t he same desi gn"  f or  t he pr essur e t est  means a pad- mount ed 
t r ansf or mer  wi t h a t ank vol ume wi t hi n 30 per cent  of  t he t ank vol ume of  t he 
t r ansf or mer  speci f i ed.

2. 3. 2. 5   Shor t  Ci r cui t

" Basi cal l y t he same desi gn"  f or  t he shor t  c i r cui t  t est  means a pad- mount ed 
t r ansf or mer  wi t h t he same kVA as t he t r ansf or mer  speci f i ed.

2. 3. 3   Rout i ne and Ot her  Test s

I EEE C57. 12. 00.   Rout i ne and ot her  t est s ar e per f or med by t he manuf act ur er  
on[  each of ]  t he act ual  t r ansf or mer ( s)  pr epar ed f or  t hi s pr oj ect  t o ensur e 
t hat  t he desi gn per f or mance i s mai nt ai ned i n pr oduct i on.   Submi t  t est  
r epor t s,  by ser i al  number  and r ecei ve appr oval  bef or e del i ver y of  
equi pment  t o t he pr oj ect  s i t e.   Requi r ed t est s and t est i ng sequence ar e as 
f ol l ows:

2. 3. 3. 1   Col d Resi st ance Measur ement s

Pr ovi de r ef er ence t emper at ur e.
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2. 3. 3. 2   Phase Rel at i on

2. 3. 3. 3   Rat i o

2. 3. 3. 4   No- l oad Losses ( NLL)  and Exci t at i on Cur r ent

2. 3. 3. 5   Load Losses ( LL)  and I mpedance Vol t age

2. 3. 3. 6   Di el ect r i c

a.   I mpul se

b.   Appl i ed vol t age

c.   I nduced vol t age

2. 3. 3. 7   Leak

2. 3. 3. 8   Di ssol ved Gas Anal ysi s ( DGA)

PART 3   EXECUTI ON

3. 1   PREPARATI ON

3. 1. 1   Foundat i on f or  Equi pment  and Assembl i es

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Mount i ng s l ab connect i ons may have t o be 
gi ven i n det ai l  dependi ng on t he r equi r ement s f or  
t he sei smi c zone i n whi ch t he r equi r ement  i s 
l ocat ed.   I ncl ude const r uct i on r equi r ement s f or  
concr et e s l ab onl y i f  s l ab i s not  det ai l ed i n 
dr awi ngs.   At  some act i v i t i es,  cur bs or  r ai sed edges 
may al so be r equi r ed ar ound l i qui d f i l l ed 
t r ansf or mer .

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

Mount  t r ansf or mer  on concr et e s l ab.   Unl ess ot her wi se i ndi cat ed,  t he s l ab 
i s at  l east  200 mm 8- i nches t hi ck,  r ei nf or ced wi t h a 152 mm x 152 mm -  
MW19 by MW19 ( 6 by 6 -  W2. 9 by W2. 9)  6 by 6 -  W2. 9 by W2. 9 mesh,  pl aced 
uni f or ml y 100 mm 4- i nches f r om t he t op of  t he s l ab.   Pl ace t he sl ab on a 
150 mm 6- i nch t hi ck,  wel l - compact ed gr avel  base.   Top of  concr et e s l ab i s 
appr oxi mat el y 100 mm 4- i nches above f i ni shed gr ade wi t h gr adual  s l ope f or  
dr ai nage.   Edges above gr ade ar e 15 mm 1/ 2- i nch chamf er .   Ensur e s l ab i s 
of  adequat e s i ze t o pr oj ect  at  l east  200 mm 8- i nches beyond t he equi pment .

St ub up condui t s,  wi t h bushi ngs,  50 mm 2- i nches i nt o cabl e wel l s i n t he 
concr et e pad.   Coor di nat e di mensi ons of  cabl e wel l s wi t h t r ansf or mer  cabl e 
t r ai ni ng ar eas.

3. 1. 1. 1   Cast - I n- Pl ace Concr et e

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Use t he f i r st  br acket ed opt i on when pr oj ect  
i ncl udes a concr et e sect i on i n Di v i s i on 3;  
ot her wi se,  t he second br acket ed opt i on may be used.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

Ensur e cast - i n- pl ace concr et e wor k conf or ms t o t he r equi r ement s of  
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Sect i on[  03 30 00 CAST- I N- PLACE CONCRETE] [  ACI  318M] .

[ 3. 1. 1. 2   Seal i ng

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Requi r e seal i ng of  hol es ( wi ndows)  i n t he 
concr et e pad i f  r odent  i nt r usi on i s a pr obl em.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

When t he i nst al l at i on i s compl et e,  seal  al l  condui t  and ot her  ent r i es i nt o 
t he equi pment  encl osur e wi t h an appr oved seal i ng compound.   Ensur e seal s 
ar e of  suf f i c i ent  st r engt h and dur abi l i t y  t o pr ot ect  al l  ener gi zed l i ve 
par t s of  t he equi pment  f r om r odent s,  i nsect s,  or  ot her  f or ei gn mat t er .

] 3. 2   I NSTALLATI ON

Ensur e el ect r i cal  i nst al l at i ons conf or m t o I EEE C2,  NFPA 70,  and t o t he 
r equi r ement s speci f i ed her ei n.   Pr ovi de new equi pment  and mat er i al s unl ess 
i ndi cat ed or  speci f i ed ot her wi se.

3. 2. 1   Gr oundi ng

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   For  NAVFAC SE pr oj ect s,  del et e t hi s par agr aph 
and i t s subpar agr aphs,  and use opt i onal  par agr aph 
TRANSFORMER GROUNDI NG i nst ead.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Wher e r ock or  ot her  soi l  condi t i ons pr event  
obt ai ni ng a speci f i ed gr ound val ue,  ot her  met hods of  
gr oundi ng shoul d be speci f i ed.   Wher e i t  i s  
i mpr act i cal  t o obt ai n t he i ndi cat ed gr ound 
r esi st ance val ues,  make ever y ef f or t  wi t hi n r eason 
t o obt ai n gr ound r esi st ance val ues as near  as 
possi bl e t o t he i ndi cat ed val ues.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

Conf or m gr oundi ng t o NFPA 70 and I EEE C2,  except  t hat  gr oundi ng syst ems 
have a r esi st ance t o sol i d ear t h gr ound not  exceedi ng 5 ohms.

3. 2. 1. 1   Gr oundi ng El ect r odes

Pr ovi de dr i ven gr ound r ods as speci f i ed i n Sect i on 33 71 02 UNDERGROUND 
ELECTRI CAL DI STRI BUTI ON.   Connect  gr ound conduct or s t o t he upper  end of  
gr ound r ods by exot her mi c wel d or  compr essi on connect or .   Pr ovi de 
compr essi on connect or s at  equi pment  end of  gr ound conduct or s.

3. 2. 1. 2   Pad- Mount ed Tr ansf or mer  Gr oundi ng

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Ensur e pl ans show t he secondar y neut r al  
gr oundi ng conduct or  s i zed i n accor dance wi t h NFPA 70 
and t he pr i mar y neut r al  gr oundi ng conduct or  when 
r equi r ed.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

Pr ovi de separ at e copper  gr oundi ng conduct or s and connect  t hem t o t he 
gr ound l oop as i ndi cat ed.   When wor k i n addi t i on t o t hat  i ndi cat ed or  
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speci f i ed i s r equi r ed t o obt ai n t he speci f i ed gr ound r esi st ance,  t he 
pr ovi s i on of  t he cont r act  cover i ng " Changes"  appl i es.

3. 2. 1. 3   Connect i ons

Make j oi nt s i n gr oundi ng conduct or s and l oops by exot her mi c wel d or  
compr essi on connect or .   I nst al l  exot her mi c wel ds and compr essi on 
connect or s as speci f i ed i n Sect i on 33 71 02 UNDERGROUND ELECTRI CAL 
DI STRI BUTI ON.

3. 2. 1. 4   Gr oundi ng and Bondi ng Equi pment

Conf or m equi pment  t o UL 467,  except  as i ndi cat ed or  speci f i ed ot her wi se.

[ 3. 2. 2   Tr ansf or mer  Gr oundi ng

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   For  NAVFAC SE pr oj ect s,  use t hi s par agr aph i n 
l i eu of  t he pr evi ous par agr aph GROUNDI NG.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

Pr ovi de a 1/ 0 bar e copper - gr ound gi r dl e ar ound t r ansf or mer .   Bur y gi r dl e 
305 mm one- f oot  deep and pl aced 915 mm 3- f eet  l at er al l y f r om t he 
t r ansf or mer  encl osur e.   Connect  gi r dl e t o encl osur e at  t wo opposi t e pl aces 
usi ng 1/ 0 copper .   Exot her mi cal l y wel d j oi nt s.

] 3. 2. 3   I nst al l at i on Of  Equi pment  And Assembl i es

I nst al l  and connect  pad- mount ed t r ansf or mer s f ur ni shed under  t hi s sect i on 
as i ndi cat ed on pr oj ect  dr awi ngs,  t he appr oved shop dr awi ngs,  and as 
speci f i ed her ei n.

3. 2. 4   Fi el d Appl i ed Pai nt i ng

Wher e f i el d pai nt i ng of  encl osur es i s r equi r ed t o cor r ect  damage t o t he 
manuf act ur er ' s f act or y appl i ed coat i ngs,  pr ovi de manuf act ur er ' s 
r ecommended coat i ngs and appl y i n accor dance wi t h manuf act ur er ' s 
i nst r uct i ons.

[ 3. 2. 5   War ni ng Si gn Mount i ng

Pr ovi de t he number  of  s i gns r equi r ed t o be r eadabl e f r om each accessi bl e 
s i de,  space t he si gns a maxi mum of  9 met er s 30- f eet  apar t .

] 3. 3   FI ELD QUALI TY CONTROL

3. 3. 1   Per f or mance of  Accept ance Checks and Test s

Per f or m accept ance checks and t est s i n accor dance wi t h t he manuf act ur er ' s 
r ecommendat i ons and i ncl ude t he f ol l owi ng vi sual  and mechani cal  
i nspect i ons and el ect r i cal  t est s,  per f or med i n accor dance wi t h NETA ATS.

3. 3. 1. 1   Pad- Mount ed Tr ansf or mer s

a.   Vi sual  and mechani cal  i nspect i on

( 1)  Compar e equi pment  namepl at e i nf or mat i on wi t h speci f i cat i ons and 
appr oved shop dr awi ngs.
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( 2)  I nspect  physi cal  and mechani cal  condi t i on.   Check f or  damaged or  
cr acked i nsul at or s and l eaks.

( 3)  I nspect  al l  bol t ed el ect r i cal  connect i ons f or  hi gh r esi st ance 
usi ng l ow- r esi st ance ohmmet er ,  ver i f y i ng t i ght ness of  accessi bl e 
bol t ed el ect r i cal  connect i ons by cal i br at ed t or que- wr ench met hod,  
or  per f or mi ng t her mogr aphi c sur vey.

( 4)  Ver i f y cor r ect  l i qui d l evel  i n t anks.

( 5)  Per f or m speci f i c  i nspect i ons and mechani cal  t est s as r ecommended 
by manuf act ur er .

( 6)  Ver i f y cor r ect  equi pment  gr oundi ng.

[ ( 7)  Ver i f y t he pr esence of  t r ansf or mer  sur ge ar r est er s.

] b.   El ect r i cal  t est s

( 1)  Per f or m r esi st ance measur ement s t hr ough al l  bol t ed connect i ons 
wi t h l ow- r esi st ance ohmmet er .

( 2)  Ver i f y t hat  t he t ap- changer  i s set  at  speci f i ed r at i o.

( 3)  Ver i f y pr oper  secondar y vol t age phase- t o- phase and 
phase- t o- neut r al  af t er  ener gi zat i on and pr i or  t o l oadi ng.

( 4)  Per f or m t ur ns- r at i o t est s at  al l  t ap posi t i ons.

( 5)  Per f or m i nsul at i on power - f act or  or  di ssi pat i on- f act or  t est s on al l  
wi ndi ngs i n accor dance wi t h t he t est  equi pment  manuf act ur er ' s 
publ i shed dat a.

( 6)  Remove a sampl e of  i nsul at i ng l i qui d i n accor dance wi t h ASTM D923.  
Test  sampl e f or  t he f ol l owi ng:

( a)   Di el ect r i c br eakdown vol t age:  ASTM D1816.

( b)   Aci d neut r al i zat i on number :  ASTM D974.

( c)   I nt er f aci al  t ensi on:  ASTM D971.

( d)   Col or :  ASTM D1500.

( e)   Vi sual  Condi t i on:  ASTM D1524.

( f )   Wat er  i n i nsul at i ng l i qui ds:  ASTM D1533.

( 7)  Remove a sampl e of  i nsul at i ng l i qui d i n accor dance wi t h ASTM D923 
and per f or m Di ssol ved- Gas- Anal ysi s ( DGA)  i n accor dance wi t h 
I EEE C57. 104 or  ASTM D3612.

3. 3. 1. 2   Gr oundi ng Syst em

a.   Vi sual  and mechani cal  i nspect i on

( 1)  I nspect  gr ound syst em f or  compl i ance wi t h cont r act  pl ans and 
speci f i cat i ons.
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* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   For  NAVFAC SE pr oj ect s,  del et e " El ect r i cal  
t est s"  bel ow.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

b.   El ect r i cal  t est s

( 1)  Per f or m gr ound- i mpedance measur ement s ut i l i z i ng t he 
f al l - of - pot ent i al  met hod.   On syst ems consi st i ng of  i nt er connect ed 
gr ound r ods,  per f or m t est s af t er  i nt er connect i ons ar e compl et e.   
On syst ems consi st i ng of  a s i ngl e gr ound r od per f or m t est s bef or e 
any wi r e i s connect ed.   Take measur ement s i n nor mal l y dr y weat her ,  
not  l ess t han 48 hour s af t er  r ai nf al l .   Use a por t abl e gr ound 
t est i ng megger  i n accor dance wi t h manuf act ur er ' s i nst r uct i ons t o 
t est  each gr ound or  gr oup of  gr ounds.   Equi p t he i nst r ument  wi t h a 
met er  r eadi ng di r ect l y i n ohms or  f r act i ons t her eof  t o i ndi cat e 
t he gr ound val ue of  t he gr ound r od or  gr oundi ng syst ems under  t est .

( 2)  Submi t  t he measur ed gr ound r esi st ance of  each gr ound r od and 
gr oundi ng syst em,  i ndi cat i ng t he l ocat i on of  t he r od and gr oundi ng 
syst em.   I ncl ude t he t est  met hod and t est  set up ( i . e. ,  pi n 
l ocat i on)  used t o det er mi ne gr ound r esi st ance and soi l  condi t i ons 
at  t he t i me t he measur ement s wer e made.

3. 3. 2   Fol l ow- Up Ver i f i cat i on

Upon compl et i on of  accept ance checks and t est s,  show by demonst r at i on i n 
ser vi ce t hat  c i r cui t s and devi ces ar e i n good oper at i ng condi t i on and 
pr oper l y per f or mi ng t he i nt ended f unct i on.   As an except i on t o 
r equi r ement s st at ed el sewher e i n t he cont r act ,  gi ve t he Cont r act i ng 
Of f i cer  f i ve wor ki ng days advance not i ce of  t he dat es and t i mes of  
checki ng and t est i ng.

        - -  End of  Sect i on - -
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