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MEDI UM- VOLTAGE SWI TCH
08/ 16

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Thi s gui de speci f i cat i on cover s t he 
r equi r ement s f or  t he r equi r ement s f or  5k t hr ough 38 
kV,  600A l oad- br eak sul phur  hexaf l uor i de ( SF6)  gas 
and sol i d di el ect r i cswi t ches.   Ref er  t o 26 13 01 
PAD- MOUNTED DEAD- FRONT AI R I NSULATED SWI TCHGEAR i f  
ai r - i nsul at ed swi t ches ar e t o be used.   On dr awi ngs,  
i ndi cat e subsur f ace,  vaul t ,  pad- mount ,  i ndoor ,  
met al - encl osed,  or  pol e mount ed t ype;  t he number  of  
swi t ched ways;  separ abl e connect i ons;  and 
si ngl e- si de,  doubl e- si de,  f l oor ,  wal l ,  cei l i ng,  or  
ot her  t ype i nst al l at i on.

Adher e t o UFC 1- 300- 02 Uni f i ed Faci l i t i es Gui de 
Speci f i cat i ons ( UFGS)  For mat  St andar d when edi t i ng 
t hi s gui de speci f i cat i on or  pr epar i ng new pr oj ect  
speci f i cat i on sect i ons.   Edi t  t hi s gui de 
speci f i cat i on f or  pr oj ect  speci f i c  r equi r ement s by 
addi ng,  del et i ng,  or  r evi s i ng t ext .   For  br acket ed 
i t ems,  choose appl i cabl e i t em( s)  or  i nser t  
appr opr i at e i nf or mat i on.

Remove i nf or mat i on and r equi r ement s not  r equi r ed i n 
r espect i ve pr oj ect ,  whet her  or  not  br acket s ar e 
pr esent .

Comment s,  suggest i ons and r ecommended changes f or  
t hi s gui de speci f i cat i on ar e wel come and shoul d be 
submi t t ed as a Cr i t er i a Change Request  ( CCR) .

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

PART 1   GENERAL

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   I f  Sect i on 26 05 70. 00 40 HI GH VOLTAGE 
OVERCURRENT PROTECTI VE DEVI CES,  and Sect i on 
26 05 71. 00 40 LOW VOLTAGE OVERCURRENT PROTECTI VE 
DEVI CES ar e not  i ncl uded i n t he pr oj ect  
speci f i cat i on,  i nser t  appl i cabl e r equi r ement s 
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t her ef r om and del et e t he f ol l owi ng par agr aph.
* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

Sect i on 26 05 70. 00 40 HI GH VOLTAGE OVERCURRENT PROTECTI VE DEVI CES,  and 
Sect i on 26 05 71. 00 40 LOW VOLTAGE OVERCURRENT PROTECTI VE DEVI CES appl y t o 
wor k speci f i ed i n t hi s sect i on.

1. 1   REFERENCES

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Thi s par agr aph i s used t o l i s t  t he 
publ i cat i ons c i t ed i n t he t ext  of  t he gui de 
speci f i cat i on.   The publ i cat i ons ar e r ef er r ed t o i n 
t he t ext  by basi c desi gnat i on onl y and l i s t ed i n 
t hi s par agr aph by or gani zat i on,  desi gnat i on,  dat e,  
and t i t l e.

Use t he Ref er ence Wi zar d' s Check Ref er ence f eat ur e 
when you add a Ref er ence I dent i f i er  ( RI D)  out si de of  
t he Sect i on' s Ref er ence Ar t i c l e t o aut omat i cal l y 
pl ace t he r ef er ence i n t he Ref er ence Ar t i c l e.   Al so 
use t he Ref er ence Wi zar d' s Check Ref er ence f eat ur e 
t o updat e t he i ssue dat es.

Ref er ences not  used i n t he t ext  ar e aut omat i cal l y 
del et ed f r om t hi s sect i on of  t he pr oj ect  
speci f i cat i on when you choose t o r econci l e 
r ef er ences i n t he publ i sh pr i nt  pr ocess.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

The publ i cat i ons l i s t ed bel ow f or m a par t  of  t hi s speci f i cat i on t o t he 
ext ent  r ef er enced.   The publ i cat i ons ar e r ef er r ed t o wi t hi n t he t ext  by 
t he basi c desi gnat i on onl y.

ASTM I NTERNATI ONAL ( ASTM)

ASTM A123/ A123M ( 2017)  St andar d Speci f i cat i on f or  Zi nc 
( Hot - Di p Gal vani zed)  Coat i ngs on I r on and 
St eel  Pr oduct s

ASTM A153/ A153M ( 2023)  St andar d Speci f i cat i on f or  Zi nc 
Coat i ng ( Hot - Di p)  on I r on and St eel  
Har dwar e

ASTM D1535 ( 2014;  R 2018)  St andar d Pr act i ce f or  
Speci f y i ng Col or  by t he Munsel l  Syst em

ASTM D2472 ( 2000;  R 2014)  St andar d Speci f i cat i on f or  
Sul phur  Hexaf l uor i de

I NSTI TUTE OF ELECTRI CAL AND ELECTRONI CS ENGI NEERS ( I EEE)

I EEE 386 ( 2016)  Separ abl e I nsul at ed Connect or  
Syst ems f or  Power  Di st r i but i on Syst ems 
Rat ed 2. 5 kV t hr ough 35 kV

I EEE 592 ( 2018)  St andar d f or  I nsul at i on Shi el ds on 
Medi um- Vol t age ( 15 kV -  35 kV)  Cabl e 
Joi nt s and Separ abl e Connect or s
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I EEE C2 ( 2023)  Nat i onal  El ect r i cal  Saf et y Code

I EEE C37. 74 ( 2014)  St andar d Requi r ement s f or  
Subsur f ace,  Vaul t ,  and Pad- Mount ed 
Load- I nt er r upt er  Swi t chgear  and Fused 
Load- I nt er r upt er  Swi t chgear  f or  
Al t er nat i ng Cur r ent  Syst ems Up t o 38 kV

I EEE C57. 12. 28 ( 2014)  St andar d f or  Pad- Mount ed Equi pment  
-  Encl osur e I nt egr i t y

I EEE C57. 12. 29 ( 2014)  St andar d f or  Pad- Mount ed Equi pment  
-  Encl osur e I nt egr i t y f or  Coast al  
Envi r onment s

I NTERNATI ONAL ELECTRI CAL TESTI NG ASSOCI ATI ON ( NETA)

NETA ATS ( 2021)  St andar d f or  Accept ance Test i ng 
Speci f i cat i ons f or  El ect r i cal  Power  
Equi pment  and Syst ems

NATI ONAL AERONAUTI CS AND SPACE ADMI NI STRATI ON ( NASA)

RCBEA GUI DE ( 2004)  NASA Rel i abi l i t y  Cent er ed Bui l di ng 
and Equi pment  Accept ance Gui de

NATI ONAL FI RE PROTECTI ON ASSOCI ATI ON ( NFPA)

NFPA 70 ( 2023;  ERTA 4 2023)  Nat i onal  El ect r i cal  
Code

NFPA 70B ( 2023)  Recommended Pr act i ce f or  El ect r i cal  
Equi pment  Mai nt enance

1. 2   SUBMI TTALS

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Revi ew Submi t t al  Descr i pt i on ( SD)  def i ni t i ons 
i n Sect i on 01 33 00 SUBMI TTAL PROCEDURES and edi t  
t he f ol l owi ng l i s t ,  and cor r espondi ng submi t t al  
i t ems i n t he t ext ,  t o r ef l ect  onl y t he submi t t al s 
r equi r ed f or  t he pr oj ect .   The Gui de Speci f i cat i on 
t echni cal  edi t or s have cl assi f i ed t hose i t ems t hat  
r equi r e Gover nment  appr oval ,  due t o t hei r  compl exi t y 
or  cr i t i cal i t y,  wi t h a " G. "   Gener al l y,  ot her  
submi t t al  i t ems can be r evi ewed by t he Cont r act or ' s 
Qual i t y Cont r ol  Syst em.   Onl y add a “ G”  t o an i t em,  
i f  t he submi t t al  i s  suf f i c i ent l y i mpor t ant  or  
compl ex i n cont ext  of  t he pr oj ect .

For  Ar my pr oj ect s,  f i l l  i n t he empt y br acket s 
f ol l owi ng t he " G"  c l assi f i cat i on,  wi t h a code of  up 
t o t hr ee char act er s t o i ndi cat e t he appr ovi ng 
aut hor i t y.   Codes f or  Ar my pr oj ect s usi ng t he 
Resi dent  Management  Syst em ( RMS)  ar e:   " AE"  f or  
Ar chi t ect - Engi neer ;  " DO"  f or  Di st r i ct  Of f i ce 
( Engi neer i ng Di v i s i on or  ot her  or gani zat i on i n t he 
Di st r i ct  Of f i ce) ;  " AO"  f or  Ar ea Of f i ce;  " RO"  f or  
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Resi dent  Of f i ce;  and " PO"  f or  Pr oj ect  Of f i ce.   Codes 
f ol l owi ng t he " G"  t ypi cal l y ar e not  used f or  Navy,   
Ai r  For ce,  and NASA pr oj ect s.

The " S"  c l assi f i cat i on i ndi cat es submi t t al s r equi r ed 
as pr oof  of  compl i ance f or  sust ai nabi l i t y  Gui di ng 
Pr i nci pl es Val i dat i on or  Thi r d Par t y Cer t i f i cat i on 
and as descr i bed i n Sect i on 01 33 00 SUBMI TTAL 
PROCEDURES.

Choose t he f i r st  br acket ed i t em f or  Navy,  Ai r  For ce 
and NASA pr oj ect s,  or  choose t he second br acket ed 
i t em f or  Ar my pr oj ect s.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

Gover nment  appr oval  i s  r equi r ed f or  submi t t al s wi t h a " G"  or  " S"  
c l assi f i cat i on.   Submi t t al s not  havi ng a " G"  or  " S"  c l assi f i cat i on ar e 
[ f or  Cont r act or  Qual i t y Cont r ol  appr oval . ] [ f or  i nf or mat i on onl y.   When 
used,  a code f ol l owi ng t he " G"  c l assi f i cat i on i dent i f i es t he of f i ce t hat  
wi l l  r evi ew t he submi t t al  f or  t he Gover nment . ]   Submi t  t he f ol l owi ng i n 
accor dance wi t h Sect i on 01 33 00 SUBMI TTAL PROCEDURES:

SD- 02 Shop Dr awi ngs

Assembl y Dr awi ngs;  G[ ,  [ ____] ]

SD- 03 Pr oduct  Dat a

Medi um Vol t age Swi t ches;  G[ ,  [ ____] ]

SD- 06 Test  Repor t s

Fact or y Test  Repor t ;  G[ ,  [ ____] ]

Accept ance Test  Repor t ;  G[ ,  [ ____] ]

SD- 10 Oper at i on and Mai nt enance Dat a

Oper at i on and Mai nt enance Manual  f or  Medi um Vol t age Swi t ches

1. 3   QUALI TY CONTROL

1. 3. 1   Regul at or y Requi r ement s

I n each of  t he publ i cat i ons r ef er r ed t o her ei n,  consi der  t he advi sor y 
pr ovi s i ons t o be mandat or y,  as t hough t he wor d,  " shal l "  had been 
subst i t ut ed f or  " shoul d"  wher ever  i t  appear s.   I nt er pr et  r ef er ences i n 
t hese publ i cat i ons t o t he " aut hor i t y havi ng j ur i sdi ct i on, "  or  wor ds of  
s i mi l ar  meani ng,  t o mean t he Cont r act i ng Of f i cer .   Ensur e equi pment ,  
mat er i al s,  i nst al l at i on,  and wor kmanshi p ar e i n accor dance wi t h t he 
mandat or y and advi sor y pr ovi s i ons of  NFPA 70,  I EEE C2 unl ess mor e 
st r i ngent  r equi r ement s ar e speci f i ed or  i ndi cat ed.

1. 3. 2   St andar d Pr oduct s

Pr ovi de mat er i al s and equi pment  t hat  ar e pr oduct s of  manuf act ur er s 
r egul ar l y engaged i n t he pr oduct i on of  such pr oduct s whi ch ar e of  equal  
mat er i al ,  desi gn and wor kmanshi p.   Pr ovi de pr oduct s whi ch have been i n 
sat i sf act or y commer ci al  or  i ndust r i al  use f or  2 year s pr i or  t o bi d 
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openi ng.   Ensur e t he 2- year  per i od i ncl udes appl i cat i ons of  equi pment  and 
mat er i al s under  s i mi l ar  c i r cumst ances and of  s i mi l ar  s i ze.   Ensur e t he 
pr oduct  has been on sal e on t he commer ci al  mar ket  t hr ough adver t i sement s,  
manuf act ur er s '  cat al ogs,  or  br ochur es dur i ng t he 2- year  per i od.   Wher e t wo 
or  mor e i t ems of  t he same cl ass of  equi pment  ar e r equi r ed,  t hese i t ems 
must  be pr oduct s of  a s i ngl e manuf act ur er .

Ensur e pr oduct s manuf act ur ed mor e t han 3 year s pr i or  t o dat e of  del i ver y 
t o s i t e not  be used,  unl ess speci f i ed ot her wi se.

1. 3. 3   Del i ver y,  St or age,  and Handl i ng

Handl e and st or e medi um vol t age swi t ches i n accor dance wi t h manuf act ur er ' s 
r ecommendat i ons.   Ensur e swi t ches ar e shi pped pr eassembl ed f r om t he 
manuf act ur er .

1. 3. 4   Pr edi ct i ve Test i ng and I nspect i on Technol ogy Requi r ement s

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   The Pr edi ct i ve Test i ng and I nspect i on ( PT&I )  
t est s pr escr i bed i n Sect i on 01 86 26. 07 40 
RELI ABI LI TY CENTERED ACCEPTANCE FOR ELECTRI CAL 
SYSTEMS ar e MANDATORY f or  al l  NASA asset s and 
syst ems i dent i f i ed as Cr i t i cal ,  Conf i gur ed,  or  
Mi ssi on Essent i al .   I f  t he syst em i s non- cr i t i cal ,  
non- conf i gur ed,  and not  mi ssi on essent i al ,  use sound 
engi neer i ng di scr et i on t o assess t he val ue of  addi ng 
t hese addi t i onal  t est  and accept ance r equi r ement s.   
See Sect i on 01 86 26. 07 40 RELI ABI LI TY CENTERED 
ACCEPTANCE FOR ELECTRI CAL SYSTEMS f or  addi t i onal  
i nf or mat i on r egar di ng cost  f easi bi l i t y  of  PT&I .

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

Thi s sect i on cont ai ns syst ems and equi pment  component s r egul at ed by NASA' s 
Rel i abi l i t y  Cent er ed Bui l di ng and Equi pment  Accept ance Pr ogr am.   Thi s 
pr ogr am r equi r es t he use of  Pr edi ct i ve Test i ng and I nspect i on ( PT&I )  
t echnol ogi es i n conf or mance wi t h RCBEA GUI DE t o ensur e bui l di ng equi pment  
and syst ems have been i nst al l ed pr oper l y and cont ai n no i dent i f i abl e 
def ect s t hat  shor t en t he desi gn l i f e of  a syst em and i t s component s.   
Sat i sf act or y compl et i on of  al l  accept ance r equi r ement s i s r equi r ed t o 
obt ai n Gover nment  appr oval  and accept ance of  t he wor k.

Per f or m PT&I  t est s and pr ovi de submi t t al s as speci f i ed i n Sect i on 
01 86 26. 07 40 RELI ABI LI TY CENTERED ACCEPTANCE FOR ELECTRI CAL SYSTEMS.

PART 2   PRODUCTS

2. 1   EQUI PMENT

Pr ovi de [ manual l y] [ aut omat i cal l y]  oper at ed,  l oad- i nt er r upt i ng t ype medi um 
vol t age swi t ches f or  use on a 3- phase,  [ 3] [ 4] - wi r e syst em and wi t h r at i ngs 
as f ol l ows:

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Rat i ngs shown bel ow ar e t ypi cal  mi ni mums 
manuf act ur er  mi ni mums.   Ref er  t o basi s of  desi gn 
manuf act ur er ' s pr oduct  dat a f or  t he syst em bei ng 
desi gned when sel ect i ng swi t ch and r at i ngs.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
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a.  [ 15] [   ]  kV Maxi mum Desi gn Vol t age

b.  [ 110] [    ]  kV Basi c I mpul se Level  ( BI L)

c.  [ 600] [    ]  A Mi ni mum Cont i nuous Cur r ent

d.  [ 600] [    ]  A Mi ni mum Load Br eak Cur r ent

e.  [ 12. 5] [    ]  kA Symmet r i cal  Faul t  I nt er r upt er  Rat i ng

f .  [ 20] [   ]  kA Asymmet r i cal  Faul t  I nt er r upt er  Rat i ng

Submi t  pr oduct  dat a f or  medi um vol t age swi t ches i ncl udi ng manuf act ur er ' s 
assembl y dr awi ngs det ai l i ng swi t ch const r uct i on,  conf i gur at i on,  and 
mount i ng and i nst al l at i on.

Pr ovi de swi t ches wi t h sui t abl e at t achment s t o per mi t  c l osi ng and openi ng 
under  f ul l  r at ed l oad cur r ent ,  wi t hout  damage.   Ensur e swi t ches ar e 
equi pped wi t h a v i s i bl e br eak opt i on t hat  al l ows di r ect  v i ewi ng or  
i ndi cat i on of  t he swi t ch cont act s i n t he open and cl osed posi t i ons.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Coor di nat e cabl e t er mi nat i on r equi r ement s of  
medi um vol t age swi t ches wi t h 26 05 13. 00 10 
MEDI UM- VOLTAGE CABLES.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

Pr ovi de cabl e and cabl e t er mi nat i ons i n accor dance wi t h Sect i on 
26 05 13. 00 10 MEDI UM- VOLTAGE CABLES.   Equi p swi t ches wi t h [ 600] [ 200]  
amper e bushi ng wel l s and bushi ng wel l  i nser t s t o accept  l oad br eak el bows,  
as i ndi cat ed.

Pr ovi de f i t t i ngs,  l i f t i ng eyes,  i nsul at or s,  and ot her  r equi r ed accessor i es 
wi t h t he swi t ch as necessar y f or  t r anspor t at i on and i nst al l at i on of  t he 
equi pment .

Pr ovi de al l  cor r osi on- r esi st ant  met al  oper at i ng par t s of  swi t ch assembl i es.

2. 1. 1   Sol i d Di el ect r i c Swi t ches

Pr ovi de [ i ndoor ] [ out door ]  r at ed swi t ch wi t h swi t ched and pr ot ect ed ways as 
i ndi cat ed and r at ed f or  t he r equi r ed cont i nuous l oad and i nt er r upt i ng 
cur r ent .   Ensur e swi t ch i s desi gned f or  [ f r ont [  and] ] [ r ear ]  access t o 
oper at or s,  bushi ngs,  and t er mi nat i ons.   Pr ovi de swi t ch encl osur es 
const r uct ed i n accor dance wi t h [ I EEE C57. 12. 28] [ I EEE C57. 12. 29]  equi pped 
wi t h gr ound bus capabl e of  car r y i ng t he r at ed f aul t  cur r ent  f or  one second 
f or  each way.   Ensur e encl osur e i s equi pped wi t h hi nged access door s 
equi pped wi t h pent a head l ocki ng bol t s and pr ovi s i ons f or  padl ocki ng.

Pr ovi de swi t ch of  dead- f r ont  desi gn wi t h st ai nl ess st eel  oper at i ng 
mechani sm housi ng equi pped wi t h a v i ewi ng wi ndow f or  ver i f i cat i on of  
vacuum i nt er r upt er  cont act  posi t i on wi t h i ndi cat or  posi t i on l abel i ng 
v i s i bl e f r om vi ewi ng wi ndow.   Ensur e each swi t ched way i s equi pped wi t h a 
t wo posi t i on swi t ch f or  " Open"  posi t i on,  " Cl osed"  posi t i on,  and has 
pr ovi s i ons f or  gr oundi ng.

Pr ovi de sol i d di el ect r i c modul es coat ed wi t h a semi - conduct i ve l ayer  of  
epoxy t est ed t o I EEE 592.   Ensur e modul es ar e f ul l y  seal ed and t est ed t o 
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t o pr event  i ngr ess of  moi st ur e and desi gned t o i nt er r upt  al l  l oad and 
f aul t  cur r ent s wi t hi n t he vacuum bot t l e.   Pr ovi de f aul t  i nt er r upt er  
assembl y consi st i ng of  swi t ch mechani sm consi st i ng of  t hr ee i ndi v i dual  
vacuum bot t l e assembl i es mechani cal l y l i nked t o a s i ngl e spr i ng- assi st ed 
oper at i ng mechani sm.   Ensur e manual  openi ng and cl osi ng of  each way i s v i a 
an oper at i ng handl e.

Pr ovi de st ai nl ess st eel  t hr ee l i ne di agr am and namepl at es i nst al l ed on 
swi t ch.   Ensur e namepl at es i ndi cat e t he manuf act ur er ' s name,  cat al og 
number ,  model  number ,  dat e of  manuf act ur e,  and ser i al  number .

2. 1. 2   Sul f ur  Hexaf l uor i de ( SF6)  Swi t ches

Pr ovi de [ i ndoor ] [ out door ]  r at ed swi t ch wi t h swi t ched and pr ot ect ed ways as 
i ndi cat ed and r at ed f or  t he r equi r ed cont i nuous l oad and i nt er r upt i ng 
cur r ent .   Ensur e swi t ch i s desi gned f or  [ f r ont [  and] ] [ r ear ]  access t o 
oper at or s,  bushi ngs,  and t er mi nat i ons.   Pr ovi de swi t ch encl osur es 
const r uct ed i n accor dance wi t h [ I EEE C57. 12. 28] [ I EEE C57. 12. 29]  equi pped 
wi t h gr ound bus capabl e of  car r y i ng t he r at ed f aul t  cur r ent  f or  one second 
f or  each way.   Ensur e encl osur e i s equi pped wi t h hi nged access door s 
equi pped wi t h pent a head l ocki ng bol t s and pr ovi s i ons f or  padl ocki ng.

Pr ovi de swi t ch wi t h cont act s and cabl e ent r ance t er mi nat i ons cont ai ned i n 
a s i ngl e wel ded,  [ mi l d st eel ] [ 304 st ai nl ess st eel ]  t ank.   Ensur e swi t ch i s 
f act or y f i l l ed wi t h SF6 gas conf or mi ng t o ASTM D2472 t o a nomi nal  69 kpa 
10 psi g posi t i ve pr essur e at  24 degr ees C 75 degr ees F.   Pai nt  swi t ch t ank 
usi ng a cor r osi on r esi st ant - epoxy pai nt .   Ensur e swi t ch i s equi pped wi t h 
[ t emper at ur e compensat ed]  SF6 gas pr essur e gauge and f i l l  val ve. [   Equi p 
swi t ch wi t h l ow pr essur e war ni ng devi ce and dr y cont act  f or  r emot e 
not i f i cat i on i f  SF6 pr essur e f al l s  bel ow manuf act ur er  r ecommended l evel s. ]

Pr ovi de swi t ch of  dead- f r ont  desi gn wi t h st ai nl ess st eel  oper at i ng 
mechani sm housi ng equi pped wi t h a v i ewi ng wi ndow f or  ver i f i cat i on of  
vacuum i nt er r upt er  cont act  posi t i on wi t h i ndi cat or  posi t i on l abel i ng 
v i s i bl e f r om vi ewi ng wi ndow.   Ensur e each swi t ched way i s equi pped wi t h a 
t wo posi t i on swi t ch f or  " Open"  posi t i on,  " Cl osed"  posi t i on,  and has 
pr ovi s i ons f or  gr oundi ng.

Pr ovi de sol i d di el ect r i c modul es coat ed wi t h a semi - conduct i ve l ayer  of  
epoxy t est ed t o I EEE 592.   Ensur e modul es ar e f ul l y  seal ed and t est ed t o 
t o pr event  i ngr ess of  moi st ur e and desi gned t o i nt er r upt  al l  l oad and 
f aul t  cur r ent s wi t hi n t he vacuum bot t l e.   Pr ovi de f aul t  i nt er r upt er  
assembl y consi st i ng of  swi t ch mechani sm consi st i ng of  t hr ee i ndi v i dual  
vacuum bot t l e assembl i es mechani cal l y l i nked t o a s i ngl e spr i ng- assi st ed 
oper at i ng mechani sm.   Ensur e manual  openi ng and cl osi ng of  each way i s v i a 
an oper at i ng handl e.

Pr ovi de st ai nl ess st eel  t hr ee l i ne di agr am and namepl at es i nst al l ed on 
swi t ch.   Ensur e namepl at es i ndi cat e t he manuf act ur er ' s name,  cat al og 
number ,  model  number ,  dat e of  manuf act ur e,  and ser i al  number .

Pr ovi de pr ovi s i ons f or  padl ocki ng each handl e i n any posi t i on.

2. 2   COMPONENTS

Pr ovi de f uses l ocat ed i n a separ at e compar t ment  on t he out goi ng f eeder s as 
i ndi cat ed and per  Sect i on 26 05 70. 00 40 HI GH VOLTAGE OVERCURRENT 
PROTECTI VE DEVI CES and Sect i on 26 05 71. 00 40 LOW VOLTAGE OVERCURRENT 
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PROTECTI VE DEVI CES.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Space heat er s ar e sel dom r equi r ed wi t h SF6 
and sol i d di el ect r i c swi t ches.   Choose t he f ol l owi ng 
par agr aphs onl y when met al  encl osed swi t ch/ f use 
modul es ar e used and wher e moi st ur e coul d condense 
on component s i n ai r - f i l l ed compar t ment s.

Wat t age suppl i ed by heat er s i s 1/ 4 of  t he heat er  
namepl at e r at i ng when 240- vol t  heat er s ar e oper at ed 
at  120 vol t s.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
2. 2. 1   Fact or y Fi ni sh

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   For  al l  out door  appl i cat i ons and al l  i ndoor  
appl i cat i ons i n a har sh envi r onment  r ef er  t o Sect i on 
09 96 00 HI GH- PERFORMANCE COATI NGS or  I EEE 
C57. 12. 29.   Hi gh per f or mance coat i ngs ar e speci f i ed 
f or  al l  out door  appl i cat i ons because ul t r avi ol et  
r adi at i on br eaks down most  st andar d coat i ngs,  
causi ng a phenomena known as chal k i ng,  whi ch i s t he 
f i r st  st age of  t he cor r osi on pr ocess.   For  
addi t i onal  i nf or mat i on cont act  The Coat i ngs I ndust r y 
Al l i ance,  speci f i c  suppl i er s such as Keel er  and Long 
and PPG,  and NACE I nt er nat i onal  ( NACE) .

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

Pr ovi de swi t ches wi t h t he manuf act ur er ' s st andar d pai nt  f i ni sh when used 
f or  most  i ndoor  i nst al l at i ons.

For  har sh i ndoor  envi r onment s ( any ar ea subj ect ed t o chemi cal  and/ or  
abr asi ve act i on) ,  and al l  out door  i nst al l at i ons,  r ef er  t o [ Sect i on 09 96 00
 HI GH- PERFORMANCE COATI NGS] [ 09 90 00 PAI NTS AND COATI NGS] .

Pai nt  [ swi t chgear  t ank and suppor t  f r ame] [ encl osur e i ncl udi ng base]  
ASTM D1535 Munsel l  7GY3. 29/ 1. 5 gr een.   Compl y wi t h [ I EEE C57. 12. 28] [
I EEE C57. 12. 29]  f or  t he pai nt  coat i ng syst em r egar dl ess of  equi pment  
mat er i al .

2. 2. 2   Pad- Mount i ng Pr ovi s i ons

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   Choose t he f ol l owi ng par agr aphs when 
pad- mount ed swi t ches ar e used.   Subsur f ace swi t ches 
do not  r equi r e f r ames si nce t hey mount  di r ect l y t o 
t he f l oor ,  wal l s,  or  cei l i ng.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

Pr ovi de mount i ng f r ames t hat  ar e of  angl e- i r on const r uct i on,  f or  al l  [ pad]  
[ _____]  - mount ed swi t ches and ar e hot - di pped gal vani zed af t er  f abr i cat i on 
i n accor dance wi t h [ ASTM A123/ A123M]  [ ASTM A153/ A153M] .

2. 2. 3   Cabl e Ent r ances

Pr ovi de cabl e ent r ances t est ed t o I EEE 386 and be mi ni mum [ 15] [   ]  kV,  
[ 110] [    ]  kV BI L,  [ 600] [ 200]  A [ dead] [ l oad]  br eak appar at us bushi ngs.
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2. 2. 4   Space Heat er s

Per manent l y mar k connect i on di agr ams f or  heat er  connect i ons on det ai l  
dr awi ngs and shi ppi ng cover s.

Equi p vent i l at ed cabl e t er mi nat i on compar t ment  and t he f use compar t ment  on 
out door  swi t ches wi t h ext er nal l y ener gi zed space heat er s t o pr ovi de 
appr oxi mat el y [ 40]  [ _____]  wat t s/ squar e met er  [ 4]  [ _____]  wat t s/ squar e f oot
 of  out er  sur f ace ar ea.   Pr ovi de heat er s t hat  have a power  densi t y t hat  
does not  exceed [ 4]  [ _____]  wat t s per  645 squar e mi l l i met er  [ 4]  [ _____]  
wat t s per  squar e i nch of  heat er  el ement  sur f ace.   Pr ovi de heat er s t hat  ar e 
r at ed at  [ 240]  [ _____]  vol t s f or  connect i on at  [ 120]  [ _____]  vol t s.   
Locat e heat er s at  t he l owest  por t i on of  each space t o be heat ed.   Cover  
t er mi nal s.   Use t her most at s t o r egul at e t he t emper at ur e.

Pr ovi de i nst al l ed and oper abl e heat er s at  t he t i me of  shi pment  so t hat  t he 
heat er s can be oper at ed i mmedi at el y on ar r i val  at  t he s i t e,  dur i ng 
st or age,  or  bef or e i nst al l at i on.   Mar k connect i on l ocat i ons pr omi nent l y on 
dr awi ngs and shi ppi ng cover s wi t h t empor ar y l eads f or  st or age oper at i on 
easi l y accessi bl e wi t hout  r emoval  of  shi ppi ng pr ot ect i on.

[ 2. 2. 5   I nt er r upt er  Cont r ol

Pr ovi de an el ect r oni c cont r ol  t o moni t or  l oad and f aul t  cur r ent  on al l  
t hr ee phases of  t he i nt er r upt er .   Ensur e t he cur r ent  t r ansf or mer s ar e 
encapsul at ed wi t hi n t he [ sol i d di el ect r i c modul es] [ swi t ch t ank]  t o pr ovi de 
cont r ol  power  and cur r ent  sensi ng.   Ensur e no ext er nal  power  sour ce i s 
r equi r ed f or  over cur r ent  pr ot ect i on.

Ensur e t he cont r ol l er  pr ovi des mul t i pl e Ti me Cur r ent  Char act er i st i c ( TCC)  
cur ves and al l  set t i ngs may be i nput t ed vi a t he cont r ol l er ' s di spl ay or  
v i a a comput er .   Ensur e t he cont r ol l er  al l ows f or  mul t i pl e TCC cur ve 
modi f i cat i on opt i ons,  i ncl udi ng I nst ant aneous Tr i p,  I nr ush Rest r ai nt ,  
Phase Ti me Del ay and a Phase I mbal ance ( Gr ound Faul t )  set t i ng. [   Pr ovi de a 
cont r ol l er  t hat  i ncl udes a Sequence of  Event s Recor der  ( SER)  whi ch r ecor ds 
t he l ast  16 causes of  t r i p. ]

Mount  cont r ol l er  i n a separ at e NEMA 4X,  st ai nl ess st eel  j unct i on box. [   
Pr ovi de 2,  For m C ( Si ngl e Pol e,  Doubl e Thr ow)  auxi l i ar y cont act s on al l  
ways wi r ed t o separ at e t er mi nal  st r i ps i n cont r ol l er  j unct i on box] .

Pr ovi de manuf act ur er ' s pr ogr ammi ng ki t  f or  cont r ol l er .

] 2. 3   TESTS,  I NSPECTI ONS,  AND VERI FI CATI ONS

2. 3. 1   Fact or y Test  Repor t

Submi t  f act or y t est  r epor t  whi ch i ncl ude r esul t s of  desi gn and pr oduct i on 
t est s per f or med accor di ng t o I EEE C37. 74 t o ensur e t hat  desi gn per f or mance 
i s mai nt ai ned i n pr oduct i on.  Test s ar e t o i ncl ude but  ar e not  l i mi t ed t o:

a.   Mechani cal  oper at i on check.

b.   AC hi - pot ent i al  t est ed one mi nut e phase- t o- phase,  phase- t o- gr ound and 
acr oss t he open cont act s.

c.   Ci r cui t  r esi st ance t est i ng.
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d.   Leak t est  t o i nsur e t he i nt egr i t y of  al l  seal s and gasket s[

e.   Pr i mar y cur r ent  i nj ect i on t est  t o t est  CTs,  t r i p mechani sm,  and 
el ect r oni c cont r ol . ] [

f .   X- r ay i nspect i on and a par t i al  di schar ge t est  of  sol i d di el ect r i c 
modul es t o ensur e voi d- f r ee const r uct i on. ] [

g.   SF6 l eak t est s t o ensur e t hat  t he compl et ed swi t ch assembl y has a l eak 
r at e l ess t han 0. 0000001 cubi c cent i met er s per  second by a hel i um mass 
spect r omet er  t est . ]

PART 3   EXECUTI ON

3. 1   I NSTALLATI ON

I nst al l  swi t ches i n accor dance wi t h t he manuf act ur er ' s i nst r uct i ons.   
I ncl ude i n t he i nst al l at i on al l  necessar y har dwar e,  i nsul at or s,  and 
connect i ons t o l i ne wi r e or  bus.   Ensur e i nst al l at i on i s i n accor dance 
wi t h I EEE C2 and NFPA 70.

3. 1. 1   Gr oundi ng

Sol i dl y bond t anks,  mount i ng f r ames,  and oper at i ng mechani sms t o t he 
st at i on gr ound count er poi se i n accor dance wi t h I EEE C37. 74 and Sect i on 
26 05 26. 00 40GROUNDI NG AND BONDI NG FOR ELECTRI CAL SYSTEMS.

I dent i f y i ncomi ng l i ne posi t i on wi t h a war ni ng t ag t hat  st at es " CAUTI ON:  
I NCOMI NG LI NE,  DO NOT GROUND. "

3. 2   FI ELD QUALI TY CONTROL

3. 2. 1   Accept ance Test i ng

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *
NOTE:   I f  t he speci f i ed syst em i s i dent i f i ed as 
cr i t i cal ,  conf i gur ed,  or  mi ssi on essent i al ,  use 
Sect i on 01 86 26. 07 40 RELI ABI LI TY CENTERED 
ACCEPTANCE FOR ELECTRI CAL SYSTEMS t o est abl i sh 
pr edi ct i ve and accept ance t est i ng cr i t er i a,  above 
and beyond t hat  l i s t ed bel ow.

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *

Per f or m PT&I  t est s and pr ovi de submi t t al s as speci f i ed i n Sect i on 
01 86 26. 07 40 RELI ABI LI TY CENTERED ACCEPTANCE FOR ELECTRI CAL SYSTEMS.

Per f or m accept ance t est i ng i n accor dance wi t h t he manuf act ur er ' s 
r ecommendat i ons,  NFPA 70B,  and NETA ATS.   Submi t  accept ance t est  r epor t  
document i ng r esul t

[ 3. 2. 2   Coor di nat i on

Pr ogr am set t i ngs i nt o medi um vol t age swi t ch cont r ol l er s i n accor dance wi t h 
t he f i nal ,  Gover nment  appr oved coor di nat i on st udy.

] 3. 3   CLOSEOUT ACTI VI TI ES

Submi t  Oper at i on and Mai nt enance Manual  f or  Medi um Vol t age Swi t ches.
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        - -  End of  Sect i on - -
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