NOTE:

1. Applicable to penetrations of all fire rated membranes, in accordance with NFPA 101. Refer to Specifications Section 07 84 00, Fire Stopping Systems.

3/4" [19mm] Insulated Pipe or Duct

1/4" [6.4mm] ∅ Anchor Rod for New Construction

Firestop Material

Floor or Deck Penetration

Partition or Chase Penetration

Masonry Partition

Partition Support

Firestop Material

Drywall Partition

Partition Support

Insulated Pipe or Duct

Insulated Sleeve where specified

Pipe or Duct

Floor

Weld

SCALE:

CAD DETAIL NO.: SD078400-01.DWG

DATE ISSUED: DECEMBER 2008

DETAIL TITLE / PIPE/DUCT PENETRATION OF SMOKE/FIRE BARRIERS